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ADDENDUM	NO.	1	
	
DATE:			 	 November	20,	2018	
	

OWNER:	 								 City	of	Stockbridge	
																 																		

PROJECT:									 Central	Line	Water	Main	&	Water	Service	Line	Replacement	 	
	

C	&	S	PROJECT	NO.:		 S9100.019	&	S9100.021																																			
	
ENGINEER:	 	 Martin	C.	Boyd,	P.E.		
	 	 	 CARTER	&	SLOOPE,	INC.	

P.O.	Box	534	
Watkinsville,	Georgia	30677	
Telephone:	706‐769‐4119						Fax:	706‐769‐4546	
Email:		mboyd@cartersloope.com	

	 	
BID	DATE:		November	29,	2018	 														BID	OPENING:		12:00	PM	Local	Time	
																										
TO	ALL	BIDDERS:	
	
	
ACKNOWLEDGE	RECEIPT	OF	THIS	ADDENDUM	BY	INSERTING	ITS	NUMBER	IN	YOUR	BID	FORM	–	
SECTION	00400.		FAILURE	TO	DO	SO	MAY	SUBJECT	BONA	FIDE	BIDDERS	TO	DISQUALIFICATION.	
THIS	ADDENDUM	FORMS	A	PART	OF	THE	BIDDING	DOCUMENTS	WHICH	ARE	HEREBY	MODIFIED	IN	
THE	FOLLOWING	RESPECTS:	
 

I. CONTRACT	DOCUMENTS	AND	SPECIFICATIONS	
	 	

A. Section	00100	–	Invitation	to	Bid	
	
1. Please	replace	the	entire	section	with	the	updated	attached	document.	Part	1.2	

has	been	updated	for	the	time	allotted	for	completion.	
	

B. Section	00400	–	Bid	Form	
	

1. Please	replace	the	entire	section	with	the	updated	attached	document.	
	

C. Section	00500	–	Agreement	
	

1. Refer	to	Paragraph	4.02.A.	The	paragraph	should	read	“Bidder	agrees	that	the	
Work	will	be	substantially	complete	within	60	consecutive	calendar	days	for	the	
Central	Line	Water	Main	Replacement	and	365	consecutive	calendar	days	for	
the	Water	Service	Line	Replacement	after	the	date	when	the	Contract	Times	
commence	to	run	as	provided	in	Paragraph	2.03	of	the	General	Conditions,	and	
will	be	completed	and	ready	for	final	payment	in	accordance	with	Paragraph	
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14.07	of	the	General	Conditions	within	400	calendar	days	after	the	date	when	
the	Contract	Times	commence	to	run.”	

	
D. Section	01025	–	Measurement	and	Payment	

	
1. Please	replace	the	entire	section	with	the	updated	attached	document.		

	
E. Section	01050	–	Surveying	and	Field	Engineering	

	
Question:	 The	specs	appear	to	call	for	red‐line	as‐builts	in	section	0800.29.1‐2	

and	section	1720,	but	also	 require	 the	verification	of	a	 registered	
surveyor	in	section	1050.		Please	verify	that	both	will	be	required.	

	
Answer:	 A	registered	surveyor	is	not	required	to	produce	record	drawings.	If	it	

is	required	to	relocate	an	existing	meter,	contact	the	Owner	so	an	
updated	GPS	location	can	be	recorded	by	them.	

	
II. CONTRACT	DRAWINGS	

 
A. Replace	the	following	sheet:	2.	The	project	area	for	the	service	line	replacement	has	

been	added	to	the	project	map.	A	list	of	the	services	to	be	replaced	is	attached	with	
addresses	and	GPS	coordinates.		
	
	
	

END	OF	ADDENDUM	NO.	1	
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BID FORM 
 

ARTICLE 1 – BID RECIPIENT 

1.01 Project Identification: 

Central Line Water Main & Water Service Line Replacement  

Carter & Sloope Project No.: S9100.019 & 021 

1.02 This Bid is submitted to: 

MR. DONALD RILEY, CPPB  
CITY OF STOCKBRIDGE   
4640 NORTH HENRY BLVD.  
STOCKBRIDGE, GA 30281   

1.03 The undersigned Bidder proposes and agrees, if this Bid is accepted, to enter into an Agreement 
with Owner in the form included in the Bidding Documents to perform all Work as specified or 
indicated in the Bidding Documents for the prices and within the times indicated in this Bid and in 
accordance with the other terms and conditions of the Bidding Documents. 

ARTICLE 2 – BIDDER’S ACKNOWLEDGEMENTS 

2.01 Bidder accepts all of the terms and conditions of the Instructions to Bidders, including without 
limitation those dealing with the disposition of Bid security. This Bid will remain subject to 
acceptance for 60 days after the Bid opening, or for such longer period of time that Bidder may 
agree to in writing upon request of Owner. 

2.02 The undersigned further agrees that in case of failure on his part to execute the said contract and the 
Bond within fifteen (15) consecutive calendar days after written notice being given of the award of 
the contract, the check or bid bond accompanying this bid, and the monies payable thereon shall be 
paid into the funds of the Owner as liquidated damages for such failure, otherwise, the check or bid 
bond accompanying this proposal shall be returned to the undersigned 

ARTICLE 3 – BIDDER’S REPRESENTATIONS 

3.01 In submitting this Bid, Bidder represents that: 

A. Bidder has examined and carefully studied the Bidding Documents, other related data identified 
in the Bidding Documents, and the following Addenda, receipt of which is hereby 
acknowledged: 

Addendum No.  Addendum Date 
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B. Bidder has visited the Site and become familiar with and is satisfied as to the general, local, and 
Site conditions that may affect cost, progress, and performance of the Work. 

C. Bidder is familiar with and is satisfied as to all Laws and Regulations that may affect cost, 
progress, and performance of the Work. 

D. Bidder has carefully studied all: (1) reports of explorations and tests of subsurface conditions at 
or contiguous to the Site and all drawings of physical conditions relating to existing surface or 
subsurface structures at or contiguous to the Site (except Underground Facilities) that have 
been identified in Part 6 of the Supplemental Conditions and (2) reports and drawings of 
Hazardous Environmental Conditions, if any, at the Site that have been identified in Part 6 of 
the Supplemental Conditions. 

E. Bidder has considered the information known to Bidder; information commonly known to 
contractors doing business in the locality of the Site; information and observations obtained 
from visits to the Site; the Bidding Documents; and the Site-related reports and drawings 
identified in the Bidding Documents, with respect to the effect of such information, 
observations, and documents on (1) the cost, progress, and performance of the Work; (2) the 
means, methods, techniques, sequences, and procedures of construction to be employed by 
Bidder, including applying the specific means, methods, techniques, sequences, and procedures 
of construction expressly required by the Bidding Documents; and (3) Bidder’s safety 
precautions and programs. 

F. Based on the information and observations referred to in Paragraph 3.01.E above, Bidder does 
not consider that further examinations, investigations, explorations, tests, studies, or data are 
necessary for the determination of this Bid for performance of the Work at the price(s) bid and 
within the times required, and in accordance with the other terms and conditions of the Bidding 
Documents. 

G. Bidder is aware of the general nature of work to be performed by Owner and others at the Site 
that relates to the Work as indicated in the Bidding Documents. 

H. Bidder has given Engineer written notice of all conflicts, errors, ambiguities, or discrepancies 
that Bidder has discovered in the Bidding Documents, and the written resolution thereof by 
Engineer is acceptable to Bidder. 

I. The Bidding Documents are generally sufficient to indicate and convey understanding of all 
terms and conditions for the performance of the Work for which this Bid is submitted. 

J. Bidder will submit written evidence of its Authority to do business in the State where the 
Project is located no later than the date of its execution of the Agreement. 
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ARTICLE 4 – BIDDER’S CERTIFICATION 

4.01 Bidder certifies that: 

A. This Bid is genuine and not made in the interest of or on behalf of any undisclosed individual 
or entity and is not submitted in conformity with any collusive agreement or rules of any group, 
association, organization, or corporation; 

B. Bidder has not directly or indirectly induced or solicited any other Bidder to submit a false or 
sham Bid; 

C. Bidder has not solicited or induced any individual or entity to refrain from bidding; and  

D. Bidder has not engaged in corrupt, fraudulent, collusive, or coercive practices in competing for 
the Contract.  For the purposes of this Paragraph 4.01.D: 

1. “corrupt practice” means the offering, giving, receiving, or soliciting of any thing of value 
likely to influence the action of a public official in the bidding process; 

2. “fraudulent practice” means an intentional misrepresentation of facts made (a) to influence 
the bidding process to the detriment of Owner, (b) to establish bid prices at artificial non-
competitive levels, or (c) to deprive Owner of the benefits of free and open competition; 

3. “collusive practice” means a scheme or arrangement between two or more Bidders, with or 
without the knowledge of Owner, a purpose of which is to establish bid prices at artificial, 
non-competitive levels; and 

4. “coercive practice” means harming or threatening to harm, directly or indirectly, persons or 
their property to influence their participation in the bidding process or affect the execution 
of the Contract. 

ARTICLE 5 – BASIS OF BID 

5.01 The Contractor is directed to Section 01025 – Measurement & Payment for methods and limits for 
payments to the Contractor for the pay items listed below: 
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Item 
No. 

Est. 
Qty. Unit 

 
Description 

Unit 
Cost 

 Total 
Cost      

1. CENTRAL LINE WATER MAIN REPLACEMENT  
 

a. 35 CY 
 

Rock Removal/Excavation 
 

$75.00  $2,625.00 

b. 10 EA  Sd2, Inlet Sediment Trap     

c. 1,550 LF  Permanent Grassing complete including 
seeding, hydro-seeding, fine grading, 
fertilizing, & all necessary appurtenances to 
establish an acceptable stand of grass. 

    

d. 200 LF  Sd1-Ns, Silt Fence – Non-Sensitive     

e. 5 EA  Cd-Fs, Check Dam – Filter Sock     

f. 1 EA  Construction Exit     
g. 160 LF  16" Dia. Steel Casing, 0.250" WT; Installed 

by Open Cut (pipe paid under separate item). 
    

h. 1,500 LF  8" Dia. DIP Water Main, Pressure Class 350     

i. 250 LF  8" Dia. RJ DIP Water Main, Pressure Class 
350 

    

j. 120 LF  8" Polyethylene Encasement     

k. 5 EA  8"x8" Tapping Sleeve & Valve with V.B.     

l. 6 EA  8" Gate Valve, MJ w/Box     

m. 11 EA  Valve Marker     

n. 400 Lbs  Fittings (Including MJ, DJ, & RJ)     

o. 3 EA  Fire Hydrant Assembly on 8" Main, complete 
with 3-way Fire Hydrant, ±5 LF +" DI lead, 
hydrant tee, 6" gate valve with box, gravel, 
rodding, etc. 

    

p. 16 EA  Relocate Existing Water Meter     

q. 16 EA  Reconnect Existing Water Meter     

r. 8 EA  1" Service Connection to 8" Main (Including 
Tapping Saddle, Corporation Stop, etc.) 

    

s. 100 LF  3/4" Copper Service Tubing     

t. 50 LF  1" Copper Service Tubing     

u. 16 EA  3/4" Curb Stop     

v. 16 EA  1″ x ¾″ x ¾″ yoke      

w. 1 EA  Remove existing fire hydrant, valve box and 
cut & plug 

    

x. 6 EA  Abandon existing valve box & fill w/ conc.      

y. 5 EA  Cut & Plug 8" Water Main     

z. 150 LF  Asphalt Roadway Repair/Replacement     

aa. 350 LF  Concrete Driveway Repair/Replacement     
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bb. 40 LF  Concrete Curb Repair/Replacement     

cc. 30 LF  Sidewalk Repair/Replacement     

2. SERVICE LINE REPLACEMENT    

a. 100 EA  Sd2, Inlet Sediment Trap     
b. 18,000 LF 

 
Permanent Grassing complete including 
seeding, hydro-seeding, fine grading, 
fertilizing, & all necessary appurtenances to 
establish an acceptable stand of grass. 

 
   

c. 2,000 LF 
 

Permanent Grassing - Sod 
 

   

d. 2,000 LF  Sd1-Ns, Silt Fence – Non-Sensitive     

e. 20 EA  Cd-Fs, Check Dam – Filter Sock     

f. 200 EA  Relocate Existing Water Meter     

         

g. 1,200 EA  Reconnect Existing Water Meter     

h. 1,000 LF  2" Copper Service Tubing     

i. 7,500 LF  1" Copper Service Tubing     

j. 20,000 LF  3/4" Copper Service Tubing     

k. 30 EA  2" Curb Stop     

l. 90 EA  1" Curb Stop     

m. 1,100 EA  3/4" Curb Stop     

n. 10 EA  3/4" or 1" Service Connection to 6" Main or 
smaller (Including Tapping Saddle, 
Corporation Stop, Abandoning Existing 
Corporation Stop, etc.) 

    

o. 10 EA  2" Service Connection to 6" Main or smaller 
(Including Tapping Saddle, Gate Valve, 
Abandoning Existing Corporation Stop, etc.) 

    

p. 10 EA  3/4" or 1" Service Connection to 8" through 
10" Main (Including Tapping Saddle, 
Corporation Stop, Abandoning Existing 
Corporation Stop, etc.) 

    

q. 10 EA  2" Service Connection to 8" through 10" Main 
(Including Tapping Saddle, Gate Valve, 
Abandoning Existing Corporation Stop, etc.) 

    

r. 10 EA  3/4" or 1" Service Connection to 12" Main or 
larger (Including Tapping Saddle, 
Corporation Stop, Abandoning Existing 
Corporation Stop, etc.) 

    

s. 10 EA  2" Service Connection to 12" Main or larger 
(Including Tapping Saddle, Gate Valve, 
Abandoning Existing Corporation Stop, etc.) 

    

t. 470 EA  1″ x ¾″ x ¾″ yoke      

u. 50 LF  Freebore 2" Service Connection (Including     
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PVC Casings, etc.) 

v. 7,000 LF  Freebore 1” and ¾” Service Connection 
(including PVC casings, etc.) 

    

w. 2,100 LF  Asphalt Roadway Repair/Replacement     

x. 500 LF  Concrete Driveway Repair/Replacement     

y. 500 LF  Concrete Curb Repair/Replacement     

z. 500 LF  Sidewalk Repair/Replacement     

aa. 90 Days  Traffic Control - City Road     

bb. 90 Days  Traffic Control - State Route     

         
TOTAL BASE BID FOR ITEMS  1-2 THE AMOUNT OF: 

             
             
$                      
  Dollars & Cents 
             
             
                     
  Price in Words 

 
ARTICLE 6 – TIME OF COMPLETION 

6.01 Bidder agrees that the Work will be substantially complete within 60 consecutive calendar days for 
the Central Line Water Main Replacement and 365 consecutive calendar days for the Water Service 
Line Replacement after the date when the Contract Times commence to run as provided in 
Paragraph 2.03 of the General Conditions, and will be completed and ready for final payment in 
accordance with Paragraph 14.07 of the General Conditions within 400 calendar days after the date 
when the Contract Times commence to run. 

6.02 Bidder accepts the provisions of the Agreement as to liquidated damages in the event of failure to 
complete the Work within the times specified in the Agreement. 

ARTICLE 7 – ATTACHMENTS TO THIS BID 

7.01 The following documents are submitted with and made a condition of this Bid: 

A. Required Bid security in the form of 10% of the Total Bid Price; 

B. List of Proposed Subcontractors; 

C. List of Proposed Suppliers; 

D. List of Project References; 
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E. Evidence of authority to do business in the state of the Project; or a written covenant to obtain 
such license within the time for acceptance of Bids; 

F. Utility Contractor License or evidence of Bidder’s ability to obtain a State Contractor’s License 
and a covenant by Bidder to obtain said license within the time for acceptance of Bids; 

G. Required Bidder Qualifications Statement with Supporting Data (Section 00470) 

H. Noncollusion Affidavit of prime Bidder (Section 00481) 

I. Contractor Affidavit and Agreement (Section 00483) 

J. SAVE Affidavit (Section 00485)  

ARTICLE 8 – DEFINED TERMS 

8.01 The terms used in this Bid with initial capital letters have the meanings stated in the Instructions to 
Bidders, the General Conditions, and the Supplementary Conditions. 

ARTICLE 9 – BID COMMUNICATION 

9.01 COMMUNICATION CONCERNING THIS BID SHALL BE ADDRESS TO: 

 CARTER & SLOOPE, INC. 
 1031 STONEBRIDGE PARKWAY 
 WATKINSVILLE, GEORGIA 30677 
 PHONE:      706-769-4119 
  
ARTICLE 10 – BID SUBMITTAL 

10.01 This Bid is submitted by: 

If Bidder is: 
 
An Individual 
 
 Name (typed or printed):         
 
 By:            

(Individual’s signature) 

 Doing business as:          

 

 

 

A Partnership 



SECTION 00400-9  
BID FORM 

City of Stockbridge C & S Project No. S9100.019 & 021 
Central Line Water Main & Water Service Line Replacement September 2018 
EJCDC C-410 Copyright © 2007 National Society of Professional Engineers.  All rights reserved. Addendum #1 

 
 Partnership Name:          
 
 By:            
  (Signature of general partner -- attach evidence of authority to sign) 
 
 Name (typed or printed):         
 
A Corporation 
 
 Corporation Name:          (SEAL) 
 
 State of Incorporation:       
 
 Type (General Business, Professional, Service, Limited Liability):_______ 
 
 By:            
 (Signature -- attach evidence of authority to sign) 
 
 Name (typed or printed):         
 
 Title:            
  (CORPORATE SEAL) 
 Attest            
 

Date of Qualification to do business in Georgia  is ____/____/____. 
 

A Joint Venture 
 
 Name of Joint Venture:         
 
 First Joint Venturer Name:         (SEAL) 
 
 By:            
  (Signature of first joint venture partner -- attach evidence of authority to sign) 
 
 Name (typed or printed):         
 
 Title:            
  
 Second Joint Venturer Name:       (SEAL) 
 
 By:            
 (Signature of second joint venture partner -- attach evidence of authority to sign) 
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 Name (typed or printed):         
 
 Title:            

(Each joint venturer must sign. The manner of signing for each individual, partnership, 
and corporation that is a party to the joint venture should be in the manner indicated 
above.) 
 
 

Bidder's Business Address            
 
              
 
Phone No. _____________________________________ Fax No.       
 
E-mail ______________________________      _______ 
 
 
SUBMITTED on     , 20____. 
 
 
State Contractor License No. of Contractor performing the work.       
 
 

 
 

END OF SECTION 
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SECTION 01025 
MEASUREMENT AND PAYMENT 
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SECTION 01025 
MEASUREMENT AND PAYMENT 

 
PART 1. GENERAL 
 
1.1 SCOPE OF WORK 
 

A. This Section describes the methods by which measurement will be made of the 
quantities for which payment will be made for the Project.  All costs associated with 
project meetings, and project coordination shall be included in the unit prices listed 
on the Bid Form. 

 
B. The project is to be bid as one (1) contract. 

 
1.2 MEASUREMENT OF WORK 
 

A. Measurement methods delineated in the individual specification sections 
complement the criteria of this section.  In the event of conflict, the requirements of 
the individual specification section govern. 

 
B. Work shall be measured by the Engineer or his representative with assistance from 

the Contractor prior to preparation of a payment request by the Contractor. 
 

C. Unit quantities that are measured in place shall be measured monthly.  The 
Contractor shall give the Engineer a minimum of two days’ notice for making all 
required measurements. 
 

D. Materials that must be measured as delivered shall be measured at the time of 
delivery by the Engineer or his representative; the Contractor shall provide sufficient 
advance notice so that such measurements can be made. 
 

E. Work completed shall be measured for completion against the schedule of values 
provided by the Contractor in accordance with the General Conditions.  Related 
work necessary for a complete and operational job, such as relocation of mail boxes, 
abandonment of water mains, landscape restoration, stabilizing power poles, 
relocation of utilities, graveling / maintaining driveways, field engineering, traffic 
control, etc., not specifically identified as a pay item shall be included in the unit 
price bid for which the work pertains.  No additional payments will be made for such 
activities. 

 
1.3 ESTIMATED QUANTITIES 
 

A. All estimated quantities for unit price items, stipulated in the BID FORM, or other 
Contract Documents, are approximate and are to be used as a basis for comparing 
the bids submitted for the Project.  The actual amounts of work done and materials 
furnished under unit price items may differ from the estimated quantities.  The basis 
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of payment for work and materials will be the actual amount of work done and 
materials furnished.  The Contractor agrees to make no claim for damages, 
anticipated profits or otherwise on account of any difference between the amounts of 
work actually furnished and the estimated amounts included in the BID FORM.  
The contractor should especially note this for the work associated with Item 2 – 
Service Line Replacement as there is no guarantee that any of this work or the 
entire scope of the work for this item will be done. The Contractor will not be 
paid for any work which exceeds the quantity set forth in the BID FORM without a 
change order issued before the work is performed unless specifically ordered in 
writing by the Engineer.  The Contractor will provide assistance to the Engineer to 
check quantities and elevations when so requested. 

 
1.4 MEASUREMENT OF QUANTITIES 
 

A. Measurement by Weight – Concrete reinforcing steel, ductile iron fittings, or other 
metal shapes will be measured by handbook weights.  Welded assemblies will be 
measured by handbook or scale weight. 
 

B. Measurement by Volume – Measured by cubic dimension using mean length, width 
and height or thickness. 
 

C. Measurement by Area – Measured by square dimension using mean length and 
width or radius. 
 

D. Linear Measurement – Measured by linear dimension, at the item centerline or mean 
chord. 
 

E. Stipulated Sum/Per Each Measurement – Items measured by weight, volume, area, 
or linear means or combination, as appropriate, as a completed item or unit of the 
Work. 

 
1.5 PROGRESS PAYMENTS 
 

A. Progress payments shall be based on the quantity of units installed. 
 

B. All items of Work not specifically listed in the Bid Schedule shall be considered 
incidental to the construction, and the cost of all such work and material shall be 
included in the prices bid for various items listed. 
 

C. All items listed for measurement and payment shall include all machinery, plant, 
materials and labor, etc., to successfully and satisfactorily complete Work specified. 
 

D. Payment – The Contractor will receive payment only for the items listed in the Bid 
Schedule of his contract, and no separate payments will be made for the work under 
any section of the Contract Documents except as provided for in the Bid Form.  
Where measurements are required to be made by the Engineer, for the payment of a 



SECTION 01025-4 
 MEASUREMENT AND PAYMENT 

City of Stockbridge C & S Project No. S9100.019 & 021 
Central Line Water Main September 2018 
& Water Service Line Replacement Addendum #1 

pay item, the failure of the Contractor to give the adequate notification or failure of 
the Contractor to give the engineer assistance for the measurement shall result in the 
forfeiture of payment for the work or item which was not measured. 

 
E. Work to be paid for as a “Lump Sum” shall be measured for completion against the 

“Schedule of Values” provided by the Contractor.  The “Schedule of Values” shall 
be submitted at the Preconstruction conference and shall include quantities and 
prices of items aggregating the total “Lump Sum” and will subdivide the work into 
component parts in sufficient detail to serve as the basis for progress payments 
during construction. 

 
 
PART 2. PRODUCTS 
 
2.1 STORED MATERIALS 
 

A. Partial payment shall be made for approved materials stored at the project site, 
provided invoices for said materials are furnished in accordance with payment 
request submittal and shop drawings for said materials have been approved. All 
costs associated with covering and protecting equipment and materials shall be bore 
by the contractor. 

 
 
PART 3. EXECUTION 

 
3.1 SITE CLEARING (SECTION 02230) 

  

A. No separate measurement or payment will be made for site clearing along the 
proposed utility route.  Payment for all such site clearing shall be included in unit 
prices bid per linear foot of the various sizes and types of pipe laid as provided for in 
Bid Schedule. 

 
3.2 EXCAVATING, TRENCHING, AND BACKFILL FOR UTILITY SYSTEMS   
 (SECTION 02315) 

 
A. No separate measurement or payment will be made for trench earth excavation for 

water mains, or other pipes, nor for any other appurtenant facilities such as inlets, 
valves, fire hydrants, piers, and pipe protection of encasement.  Payment for all such 
excavation shall be included in the unit prices bid per linear foot of the various sizes 
and type of pipe laid as provided for in the contract Bid Schedule.  Where special 
bedding or cradles are shown on Drawings, or required by engineer, no allowance 
shall be made for extending earth excavation in trenches to the bottom of such 
bedding or cradles. 

 
3.3 EXCAVATION OF UNSUITABLE MATERIALS & REPLACEMENT (SECTION 02315) 

 

A. No separate measurement or payment will be made for excavation and replacement 
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of unsuitable materials for water mains, or other pipes, nor for any other appurtenant 
facilities such as inlets, valves, fire hydrants, and pipe protection or encasement.  
Payment for all such excavation and replacement shall be included in the unit prices 
bid per linear foot of the various sizes and types of pipe laid as provided for in the 
Bid Schedule. 

 
3.4 ROCK REMOVAL (SECTION 02316) 
 

A. Trench Rock 
 

1. Measurement:  Overburden may be removed prior to drilling and blasting, or 
if the Contractor elects, he may drill and blast prior to removing overburden.  
Quantities for rock removal will be made either (a) along profile of rock after 
overburden is removed prior to blasting, or (b) to rock line as showing inside 
banks if blasted prior to removal of overburden.  Rock excavation will be 
measured for payment along the length of pipeline for a width equal to 4/3D 
+12 inches, where D is the nominal inside diameter of the pipe, the sides of 
the trench being considered vertical, and to a depth below the bell of the pipe 
as specified in Section 02316. 

 
2. Payment:  No payment will be made for rock blasted unless the 

measurement is made by the Engineer or his representative.  Payment for 
excavation in solid rock under these specifications shall be made for the 
quantities determined in the manner specified above at the unit price per 
cubic yard as stated in the Bid Schedule, the price being in addition to that 
paid per foot of pipeline installed. This amount, so paid, shall be 
compensation in full for furnishing all labor, materials, tools, equipment, 
services, and other work in connection with or incidental to the construction 
of this bid item. 

 
3.5 SOIL EROSION AND SEDIMENT CONTROL 
 

A. Silt Fence 
 

1. Measurement:  Quantities for silt fence shall be expressed in linear feet in 
accordance with the plans and specifications.  Silt fence used in sediment 
traps shall be measured and paid for under this item.  Dimensions shall be 
measured and the quantity shall be calculated from such measured 
dimensions. 

 
2. Payment:  Payment for silt fence installed under these specifications shall be 

made for the quantities determined in the manner specified above.  This 
amount, so paid, shall be compensation in full for furnishing all labor, 
materials, tools, equipment, services and other work in connection with or 
incidental to the construction of this bid item.  Specifically, this bid item 
shall include the costs of removing the accumulated silt to maintain effective 
filtration and removal of the silt fence itself after soil stabilization is achieved 
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to the satisfaction of the Owner. 
 

B. Inlet sediment trap 
 

1. Measurement: Measurement shall be on the basis of each installed. 
 

2. Payment: Payment for furnishing and installing Inlet Sediment Traps shall be 
on the basis of the unit price in the Bid Form.  Payment shall include all 
materials, labor, and appurtenances necessary to properly construct the Inlet 
Sediment Traps.   Specifically, this bid item shall include the costs of 
removing the accumulated silt to maintain effective filtration and removal of 
the Inlet Sediment Trap itself after soil stabilization is achieved to the 
satisfaction of the Owner. 
 

C. Checkdams  
 

1. Measurement:  Measurement of Checkdams shall be on the basis of each 
installed. 
 

2. Payment: Payment for furnishing and installing the check dams shall be on 
the basis of the unit price in the Bid Form.  Payment shall include all 
materials, labor, and appurtenances necessary to properly construct the check 
dams.  Specifically, this bid item shall include the costs of removing the 
accumulated silt to maintain effective filtration and removal of the check 
dam itself after soil stabilization is achieved to the satisfaction of the Owner. 
 

D. Construction Exit 
 

1. Measurement:  Measurement shall be on the basis of each installed. 
 

2. Payment:  Payment for furnishing and installing the construction exits shall 
be on the basis of the unit price in the Bid Form.  Payment shall include all 
materials, labor, and appurtenances necessary to properly construct and 
maintain the construction exits. Payment shall also include removal of the 
construction exit once construction is complete. 
 

E. Grassing  
 

1. Measurement:  Quantities for grassing shall be expressed in linear feet in 
accordance with the plans and specifications. Dimensions shall be measured 
and the quantity shall be calculated from such measured dimensions. 
 

2. Payment: Grassing installed under these specifications shall be paid for the 
quantities determined in the manner specified above.  This amount, so paid, 
shall be compensation in full for furnishing all labor, materials, tools, 
equipment, services and other work necessary to stabilize all areas disturbed. 
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3.6 WATER DISTRIBUTION SYSTEM (SECTION 02510) 
 

A. Water Mains 
 

1. Measurement:  Each size of water mains will be measured for each type 
along the pipe from center of fitting to center of fitting or end of pipe in 
place, without deduction for the length of intermediate fittings or valves. 
When restrained joint pipe is specified, for each restraining gasket used, 20 
feet of the restrained joint pay item will be accounted for. In no case shall the 
footage of pipe paid exceed the actual footage of the pipe. 

 
2. Payment:  Water mains measured as described above will be paid for at the 

unit price bid per linear foot for the various sizes, materials and pressure 
classes shown in the Bid Form.  Payment shall include all labor, equipment 
and materials necessary to complete the work as specified.  There will be no 
additional payment where extra depth is incurred due to valve locations, tie-
ins, conflicts with other utilities or other field conditions. 

 
B. Valves 

 
1. Measurement:  Measurement of valves will be on the basis of each installed. 

 
2. Payment: Gate valves will be paid for at the unit price per each shown in the 

Bid Form for various sized valves.  The price shall include all materials, 
labor, equipment, valve box, retainer glands, concrete blocking, concrete 
pad, and all other incidentals required for a complete installation. 

 
C. Valve Markers  

 
1. Measurement:  Measurement of line valve markers will be on the basis of 

each installed. 
 

2. Payment: Line valve markers will be paid for at the unit price as shown in 
the Bid Form per each installed. 

 
D. Fittings 

 
1. Measurement:  Measurement of fittings will be on the basis of the weight of 

each installed. 
 

2. Payment:  Fittings in the distribution system will be paid for on the basis of 
the unit price per pound of ductile iron fittings at the weights listed in 
AWWA specification C153 for mechanical joint compact fittings or as listed 
by the supplier for restrained joint fittings.  No distinction will be made 
between the weight of compact ductile iron, cast iron or ductile iron fittings, 
unless the fittings used are not manufactured as compact fittings.  Fittings 
not manufactured as compact fittings will be paid for on the basis of the unit 
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price per pound of ductile iron fittings at the weights listed in AWWA C110.  
Retainer glands for mechanical joints will be paid for on the basis of the unit 
price per pound of ductile iron glands at the weights listed in AWWA 
specification C111 for mechanical joint glands.  The unit price per pound of 
fittings listed in the Bid Form shall include weights for fittings, retainer 
glands and restraints. The adapters necessary to connect to valves shall be 
considered a part of the line in which they are installed. Payment shall 
include concrete blocking. 
 

E. Fire Hydrant Assembly 
 

1. Measurement:  Measurement of fire hydrant assemblies will be on the basis 
of each installed. 
 

2. Payment: Fire hydrant assemblies shall be paid for at the unit price per each 
shown in the Bid Form.  The price shall include all labor, equipment, 
materials and incidentals necessary for a complete installation.  No separate 
payment will be made for 6” hydrant gate valve with box, 6” diameter DI 
lead, tee, gravel, retainer glands, rodding, concrete blocking, RJ fittings, or 
other incidentals necessary for hydrant installation.  Any additional fittings 
required to install a hydrant will be paid for at the unit price bid for each 
fitting as show in the Bid Form.  No Separate payment will be made for 
barrel extensions for extra-depth fire hydrants. The costs shall be included in 
the unit price bid for fire hydrants. 
 

F. Connect to Existing Water Mains 
 

1. Measurement:  Measurement of connecting to existing mains will be on the 
basis of each installed. 
 

2. Payment:  Connections to existing mains will be paid at the unit price shown 
in the Bid Form for various sizes.  The price shall include all materials, 
labor, and equipment to locate, excavate and connect to existing facilities 
including, but not limited to, removing existing plugs and concrete block 
where applicable.  Pipe and special fittings, tapping sleeves, and valves with 
boxes will be paid under separate pay items. 

 
G. Tapping Sleeve/Saddle & Valve 

 
1. Measurement:  Measurement of tapping sleeve/saddle and valve will be 

made on the basis of each installed. 
 

2. Payment: Installing a tapping sleeve/saddle and valve will be paid for at the 
unit price as shown on the Bid Form for each installed.  The price shall 
include labor, materials and equipment to locate, excavate, and complete the 
wet tap including tapping sleeve/saddle, tapping valve, valve box, concrete 
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collar, valve stem extension, concrete blocking, and all other appurtenances. 
No payment will be made if the water main must be shut down to retrieve 
the pipe coupon. 
 

H. Relocate Existing Water Meters 
 

1. Measurement:  Measurement for relocating existing water meters shall be on 
the basis of each water meter and meter box removed and relocated. Service 
connections and service tubing will be measured separately. 
 

2. Payment: Relocate existing water meters will be paid for at the unit price bid 
for each water meter relocated.   The unit price shall include all materials, 
labor and equipment and incidentals to dig up, move and reinstall the 
existing water meter and meter box to the back of the right-of-way as shown 
on the Drawings or as required by the Owner or Engineer in the field 
including new #57 crushed stone. The price shall also include all fittings, 
couplings and incidentals to reconnect the existing water meter to the service 
tubing.  New service tubing will be installed from the existing or proposed 
water main to the relocated meter and it will be paid for separately.  Service 
Connections to the new water main will be paid for separately. If Contractor 
damages the meter box or lid, it shall be replaced by the Contractor at their 
expense. If the meter box or lid is already damaged before the Contractor 
begins any work on relocating an existing meter, then the Owner will supply 
the contractor with a new meter box and/or lid for installation by the 
Contractor. The Contractor should take a photo of the damage before 
beginning any work as documentation of the condition. 
 

I. Reconnect Existing Water Meters 
 

1. Measurement: Measurement for reconnecting of existing water meters to the 
new service main shall be on the basis of each water meter reconnected to 
the new main. Service connections and service tubing will be measured 
separately. 
 

2. Payment: Reconnecting existing water meters to the new service tubing will 
be paid for at the unit price bid for each water meter reconnected.  The unit 
price shall include all materials, labor and equipment and incidentals and 
couplings or fittings to connect the new service tubing to the existing water 
meter and/or tubing to restore service.  New service tubing will be installed 
from the existing or proposed corporation stop on the proposed water main 
to the curb stop at the existing meter and it will be paid for separately. If 
Contractor damages the meter box or lid, it shall be replaced by the 
Contractor at their expense. If the meter box or lid is already damaged before 
the Contractor begins any work on relocating an existing meter, then the 
Owner will supply the contractor with a new meter box and/or lid for 
installation by the Contractor. The Contractor should take a photo of the 
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damage before beginning any work as documentation of the condition. 
 

J. Service Connection 
 

1. Measurement: The quantity of new water meter service connections will be 
the actual number completed. 2”, 1” and ¾” service connections to the water 
main will be measured separately based on the actual number completed. 
Service tubing will be measured separately along he pipe for the linear feet 
installed. Reconnection to the existing meters and/or relocated water meters 
will be measured separately. 

 
2. Payment: Service connections will be paid separately at the unit price bid as 

shown on the Bid Form per each installed to the various size water mains as 
scheduled in the Bid Form. The price for the service connection shall include 
all labor, materials, equipment to make a the appropriate size tap (3/4”, 1” or 
2”) tap in to the water main and install a double strap saddle, corporation 
stop (or gate valve for 2” connections), and incidentals required for a 
complete installation. Service tubing, free bores for long side services, and 
reconnection to existing or relocated water meters will be measured and paid 
for separately. Curb stops and yokes will be paid separately. 

 
K. Service Connection and Abandoning Existing Corporation Stop/Gate Valve 

 
1. Measurement: In the event that water cannot be shut-off at the existing 

corporation stop (tap on the water main) or gate valve (for 2” connections), 
the contractor shall make a new service connection at the existing water 
main. The quantity of new water meter service connections will be the actual 
number completed. Service connections of various sizes to the various size 
water mains will be measured separately based on the actual number 
completed. 

 
2. Payment: Service connections of various sizes will be paid separately at the 

unit price bid as shown in the Bid Form per each installed to the various size 
water mains as scheduled in the Bid Form. The price shall include all labor, 
materials, equipment to make a tap into the water main and install a double 
strap saddle, corporation stop (or gate valve for 2” connections), abandoning 
the existing corporation stop or gate valve with watertight plug, coordination 
with the City and/or water customer if necessary, and incidentals required for 
a complete installation. 

 
L. 1” x ¾” x ¾” Yoke 

 
1. Measurement: The quantity of new 1” x ¾” x ¾” yokes will be the actual 

number completed. 
 

2. Payment: 1” x ¾” x ¾” yokes will be paid for at the unit price as shown on 
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the Bid Form. The price for a 1” x ¾” x ¾” yokes shall include all labor, 
materials, and incidentals required for a complete installation. 

 
M. Service Tubing 

 
1. Measurement: Each size of service tubing will be measured along the 

centerline of the pipe for the linear feet installed. 
 

2. Payment: Service tubing shall be paid for at the unit price bid per linear foot 
of various sizes shown on the bid form.  The price shall include all labor, 
equipment, materials, fittings, coupling and incidentals required for a 
complete installation. 

 
N. Replace Curb Stop 

 
1. Measurement: Measurement for replacing of curb stops shall be on the basis 

of each curb stop replaced and reconnected. 
 

2. Payment: replacing curb stops will be paid for at the unit price per each 
shown in the Bid Form for various sized curb stops replaced. The unit price 
shall include all materials, labor, equipment, incidentals and couplings or 
fittings to install the new curb stop. 

 
O. Remove Existing Hydrants 

 
1. Measurement: Measurement will be on the basis of each hydrant removed 

and returned to Owner. 
 

2. Payment: Removing existing fire hydrants will be paid for at the unit price as 
shown in the Bid Form.  The price shall include all labor, materials and 
equipment to excavate and remove the existing fire hydrants and hydrant 
valves, and cut and plug the hydrant lead with a watertight cap or mechanical 
joint plus including retainer glands and concrete blocking and all other 
appurtenances required to abandon the existing hydrants.  Existing hydrants 
and valves to be returned to Owner. 
 

P. Abandon Existing Valve Box 
 

1. Measurement: Measurement will be on the basis of each valve box cover 
removed and returned to the Owner and valve box filled with concrete. 

 
2. Payment: Abandon existing valve boxes will be paid for at the unit price for 

each valve box abandoned in place.  The unit price shall include all 
materials, labor and equipment necessary to remove the valve box lid, 
deliver lid to Owner and fill valve box with concrete or grout. 
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Q. Remove Existing Valve Box 
 

1. Measurement: Measurement will be on the basis of each valve box removed 
and returned to the Owner. 

 
2. Payment: Remove existing valve boxes will be paid for at the unit price for 

each valve box removed and returned to the Owner.  The unit price shall 
include all materials, labor and equipment necessary to remove the entire 
valve box and lid. 

 
R. Cut & Plug Existing Water Mains 

 
1. Measurement: Measurement will be on the basis of each water main cut and 

plugged. 
 

2. Payment: Cutting and plugging existing water mains will be paid for at the 
unit price as shown in the Bid Form.  The price shall include all labor, 
materials and equipment to excavate the existing water mains and cut and 
plug with a watertight cap or mechanical joint plug including retainer glands, 
concrete blocking, grout plug, and all other appurtenances required to plug 
and abandon the existing main. 

 
S. Concrete Blocking 

 
1. No separate payment will be made for thrust blocking on the water main. All 

costs associated with furnishing and installing thrust blocking shall be 
included in the cost for fittings. 

 
T. Cleaning and Disinfection 

 
1. No separate payment will be made for cleaning and disinfecting.  Cleaning 

and disinfecting piping in the distribution system will be included in the 
contract unit price for installing the pipe. 

 
U. Marking Tape 

 
1. No separate payment will be made for tape.  The cost of furnishing and 

placing metal detector tape shall be included in the contract unit price for 
installing the pipe. 

 
V. Tracing Wire 

 
1. No separate payment will be made for tracing wire.  The cost of furnishing 

and installing tracing wire shall be included in the contract unit price for 
installing water mains and service laterals. 
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W. Power Pole Stabilization 
 

1. No separate measurement and/or payment will be made for power pole 
stabilization.  The cost of furnishing all equipment and labor necessary for 
stabilizing power poles to facilitate installation of the water main and 
appurtenances shall be included in the contract unit price for installing water 
mains. 

 
X. Temporary Obstacles 

 
1. No extra payment will be made for temporary removal and replacement of 

mail boxes, signs, fences, and other miscellaneous obstacles. 
 

Y. Construction Stake-Out 
 

1. No extra payment will be made for staking out utility placement, easements, 
rights-of-way, or earthwork along the project limits. 

 
Z. Potholing 

 
1. No extra payment will be rendered for potholing existing utilities in order to 

field verify their location or to determine design constructability. 
 

AA. Existing Utility Locates 
 

1. No extra payment will be rendered for locating or potholing existing utilities 
in order to field verify their location or to determine design constructability. 

 
2. The City is not required to mark its own facilities within 48 hours of a locate 

request for its own projects per O.C.G.A. 25-9-7 (3). Public works personnel 
will be available for assisting the contractor with locating Owner facilities 
and copies of known record drawings will be provided. 

 
3.7 TRAFFIC CONTROL (Section 01570) 

 
A. City Road  

 
1. Measurement for traffic control shall be on the basis of number of days 

where traffic control is required. A day is defined as an eight (8) hour day. 
Where traffic control is required for less than one (1) – eight-hour day, the 
hours shall be measured and prorated for an eight-hour day. For example, if 
traffic control is only needed for four (4) hours, then traffic control will be 
measured as 4 hrs./8 hrs. per day = 0.5 days.  
 

2. Payment for traffic control shall be at the daily price given in the BID 
FORM and shall include all labor, materials, and equipment required to 
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adhere to the latest MUTCD standards published by the D.O.T. during 
construction. 

 
B. State Route  

 
1. Measurement for traffic control shall be on the basis of number of days 

where traffic control is required. A day is defined as an eight (8) hour day. 
Where traffic control is required for less than one (1) – eight-hour day, the 
hours shall be measured and prorated for an eight-hour day. For example, if 
traffic control is only needed for four (4) hours, then traffic control will be 
measured as 4 hrs./8 hrs. per day = 0.5 days.  
 

2. Payment for traffic control shall be at the daily price given in the BID 
FORM and shall include all labor, materials, equipment and coordination 
with the Georgia Department of Transportation required to adhere to the 
latest MUTCD standards published by the D.O.T. during construction. 
Permit applications for working within GDOT right-of-way will be prepared 
and submitted to GDOT for review and approval by the Owner. 
 

3.8 REMOVING & REPLACING PAVEMENTS (SECTION 02741 and 02775) 
 

A. Measurement:  The quantities of the various types of pavement repair for which 
payment will be made shall be expressed in linear feet of paving measured along the 
centerline of the trench for pipe lines and appurtenances placed in or across existing 
paved streets or driveways.  Where trench excavations cross in paved areas, the 
measurement shall be continuous along the centerline of the main line, with the 
interval being measured from the edge of trench to edge of trench or edge of 
pavement. 
 

B. Payment:  Payment for each type of pavement furnished and installed under these 
specifications shall be made for the quantities determined in the manner specified 
above at the applicable contract price listed in the Bid Schedule.  This amount, so 
paid, shall be compensation in full for furnishing all labor, tools, equipment, and 
other work in connection with or incidental to the construction for this bid item.  
Payment for Curb Repair/Replacement shall include any necessary saw cutting, and 
concrete/asphalt filler between edge of pavement and curb. 

 
 
 
 

END OF SECTION 
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Account Number Service Address

Meter 

Size Latitude Longitude

001‐00015‐001 131 BURKE ST 1" 33.54541 ‐84.233589

001‐00100‐002 4545 NORTH HENRY BLVD 2" 33.54364 ‐84.228638

001‐00150‐001 4543 NORTH HENRY BLVD 1" 33.543633 ‐84.22757

001‐00160‐002 4541 NORTH HENRY BLVD 1" 33.543621 ‐84.227425

001‐00180‐001 4509 NORTH HENRY BLVD 1" 33.543587 ‐84.226776

001‐00201‐003 4491 NORTH HENRY BLVD 1" 33.543579 ‐84.226654

001‐00301‐999 4491 NORTH HENRY BLVD 1" 33.543571 ‐84.226631

001‐00401‐002 4475 NORTH HENRY BLVD 5/8" 33.543556 ‐84.226036

001‐00500‐001 4399 NORTH HENRY BLVD 5/8" 33.543507 ‐84.223549

001‐00601‐004 4387 NORTH HENRY BLVD 5/8" 33.543468 ‐84.223244

001‐00701‐011 4367 NORTH HENRY BLVD 5/8" 33.543461 ‐84.222954

001‐00775‐003 4355 NORTH HENRY BLVD 5/8" 33.543472 ‐84.222275

001‐00790‐001 4355 NORTH HENRY BLVD 1" 33.543472 ‐84.22229

001‐00901‐001 4335 NORTH HENRY BLVD 5/8" 33.543404 ‐84.221535

001‐01001‐999 4323 NORTH HENRY BLVD 5/8" 33.543446 ‐84.221443

001‐01101‐001 4297 NORTH HENRY BLVD 5/8" 33.543434 ‐84.220535

001‐01301‐007 105 NEAL AVE 5/8" 33.544651 ‐84.220604

001‐01400‐003 107 NEAL AVE 5/8" 33.544933 ‐84.220566

001‐01501‐009 109 NEAL AVE 5/8" 33.545368 ‐84.220535

001‐01601‐001 110 NEAL AVE 5/8" 33.545452 ‐84.220398

001‐01701‐006 111 NEAL AVE 5/8" 33.545502 ‐84.22052

001‐01801‐009 114 NEAL AVE 5/8" 33.546154 ‐84.220352

001‐01865‐009 115 NEAL AVE 5/8" 33.546276 ‐84.220505

001‐01901‐001 116 NEAL AVE 5/8" 33.546524 ‐84.220352

001‐02001‐012 118 NEAL AVE 5/8" 33.546585 ‐84.22039

001‐02550‐999 4340 NORTH HENRY BLVD 1" 33.54377 ‐84.221878

001‐02600‐005 4350 NORTH HENRY BLVD 1" 33.543766 ‐84.222092

001‐02700‐004 4362 NORTH HENRY BLVD 5/8" 33.543755 ‐84.222351

001‐02800‐005 4444 NORTH HENRY BLVD 5/8" 33.544003 ‐84.225006

001‐02810‐001 4467 NORTH HENRY BLVD 1" 33.543369 ‐84.225586

001‐02900‐001 4428 NORTH HENRY BLVD 5/8" 33.54414 ‐84.224831

001‐03010‐001 4400 NORTH HENRY BLVD 2" 33.544373 ‐84.224762

001‐04175‐002 100 MILLER RD 5/8" 33.546658 ‐84.224319

001‐04200‐009 102 MILLER RD 5/8" 33.546635 ‐84.224068

001‐04250‐002 104 MILLER RD 5/8" 33.546619 ‐84.223503

001‐04400‐013 108 MILLER RD 5/8" 33.546627 ‐84.223122

001‐04475‐001 110 MILLER RD 1" 33.546608 ‐84.222702

001‐04600‐006 105 MILLER CT 5/8" 33.546036 ‐84.221603

001‐04700‐002 205 MILLER CT 5/8" 33.545494 ‐84.221703

001‐04725‐003 203 MILLER CT 5/8" 33.545517 ‐84.221695

001‐04775‐008 204 MILLER CT 5/8" 33.545479 ‐84.221817

001‐04800‐001 116 MILLER RD 5/8" 33.546589 ‐84.221436

001‐04900‐001 118 MILLER RD 5/8" 33.546585 ‐84.221153

001‐05000‐006 117 NEAL AVE 5/8" 33.546581 ‐84.22068

001‐05100‐003 121 MILLER RD 5/8" 33.546715 ‐84.221527



001‐05200‐003 119 MILLER RD 5/8" 33.546726 ‐84.221565

001‐05300‐019 109 MILLER RD 5/8" 33.546753 ‐84.223038

001‐05400‐003 107 MILLER RD 5/8" 33.546734 ‐84.223373

001‐05600‐006 103 MILLER RD 5/8" 33.54678 ‐84.22403

001‐05700‐002 101 MILLER RD 5/8" 33.546783 ‐84.224731

001‐05800‐003 106 OAKLAND BLVD 5/8" 33.547874 ‐84.224205

001‐05900‐012 120 MANN BLVD 5/8" 33.547047 ‐84.224922

001‐06000‐003 122 MANN BLVD 5/8" 33.547062 ‐84.22493

001‐06100‐008 124 MANN BLVD 5/8" 33.547474 ‐84.224915

001‐06140‐999 101 OAKLAND BLVD 5/8" 33.548004 ‐84.224876

001‐06200‐008 105 OAKLAND BLVD 5/8" 33.547989 ‐84.224609

001‐06300‐009 104 OAKLAND BLVD 5/8" 33.547878 ‐84.224312

001‐06350‐002 109 OAKLAND BLVD 5/8" 33.547997 ‐84.224159

001‐06500‐011 110 OAKLAND BLVD 5/8" 33.547882 ‐84.223618

001‐06600‐003 111 OAKLAND BLVD 5/8" 33.547989 ‐84.223587

001‐06700‐008 113 OAKLAND BLVD 5/8" 33.548023 ‐84.223564

001‐06800‐008 112 OAKLAND BLVD 5/8" 33.547874 ‐84.22319

001‐06900‐003 116 OAKLAND BLVD 5/8" 33.547821 ‐84.222755

001‐07100‐002 118 OAKLAND BLVD 5/8" 33.547832 ‐84.222435

001‐07200‐010 121 OAKLAND BLVD 5/8" 33.547955 ‐84.222038

001‐07300‐003 124 OAKLAND BLVD 5/8" 33.547859 ‐84.221283

001‐07800‐004 4528 NORTH HENRY BLVD 2" 33.543953 ‐84.227959

001‐07900‐999 4534 NORTH HENRY BLVD 5/8" 33.543922 ‐84.227974

001‐08000‐005 109 NORTH LEE ST 5/8" 33.545414 ‐84.228828

001‐08100‐007 111 NORTH LEE ST 5/8" 33.545639 ‐84.228775

001‐08200‐005 113 NORTH LEE ST 5/8" 33.545963 ‐84.22879

001‐08250‐999 113 NORTH LEE ST 5/8" 33.545998 ‐84.22876

001‐08300‐001 115 NORTH LEE ST 5/8" 33.546234 ‐84.22879

001‐08800‐001 117 NORTH LEE ST 5/8" 33.546566 ‐84.228416

001‐09100‐004 114 NORTH LEE ST 5/8" 33.54612 ‐84.228889

001‐09200‐999 112 NORTH LEE ST 5/8" 33.545895 ‐84.22892

001‐09300‐003 110 NORTH LEE ST 5/8" 33.545452 ‐84.228905

001‐09400‐001 4566 NORTH HENRY BLVD 1" 33.54504 ‐84.228973

001‐09600‐001 4566 NORTH HENRY BLVD 2" 33.544357 ‐84.228882

001‐09700‐001 4566 NORTH HENRY BLVD 5/8" 33.544151 ‐84.228958

001‐09710‐001 4566 NORTH HENRY BLVD 2" 33.544415 ‐84.228951

001‐09750‐002 4602 NORTH HENRY BLVD 1" 33.544022 ‐84.229965

001‐10100‐001 4640 NORTH HENRY BLVD 2" 33.545197 ‐84.231384

001‐10500‐004 113 EAST ATLANTA RD 5/8" 33.545959 ‐84.2323

001‐10700‐014 123 EAST ATLANTA RD 5/8" 33.547302 ‐84.232628

001‐13500‐001 127 EAST ATLANTA RD 5/8" 33.547707 ‐84.232605

001‐13600‐013 129 EAST ATLANTA RD 5/8" 33.548107 ‐84.232613

001‐13700‐003 131 EAST ATLANTA RD 5/8" 33.548473 ‐84.232574

001‐13800‐011 135 EAST ATLANTA RD 5/8" 33.548882 ‐84.232635

001‐13900‐001 137 EAST ATLANTA RD 5/8" 33.54932 ‐84.232681

001‐14000‐999 139 EAST ATLANTA RD 5/8" 33.549507 ‐84.232712

001‐14200‐001 145 EAST ATLANTA RD 5/8" 33.550095 ‐84.23278



001‐14300‐999 105 DUVALL DR 5/8" 33.550007 ‐84.231812

001‐14400‐002 107 DUVALL DR 5/8" 33.549976 ‐84.231506

001‐14500‐005 109 DUVALL DR 5/8" 33.549942 ‐84.231239

001‐14600‐005 111 DUVALL DR 5/8" 33.549938 ‐84.230873

001‐14700‐003 113 DUVALL DR 5/8" 33.549919 ‐84.230484

001‐14800‐004 115 DUVALL DR 5/8" 33.549889 ‐84.230209

001‐14880‐002 117 DUVALL DR 5/8" 33.549908 ‐84.229836

001‐14900‐001 119 DUVALL DR 5/8" 33.549721 ‐84.229218

001‐15000‐006 121 DUVALL DR 5/8" 33.549595 ‐84.228806

001‐15100‐005 123 DUVALL DR 5/8" 33.549438 ‐84.228424

001‐15200‐001 124 DUVALL DR 5/8" 33.549587 ‐84.228394

001‐15300‐001 122 DUVALL DR 5/8" 33.549717 ‐84.228813

001‐15350‐001 122 DUVALL DR 5/8" 33.549736 ‐84.228821

001‐15400‐001 120 DUVALL DR 5/8" 33.549816 ‐84.229095

001‐15500‐001 118 DUVALL DR 5/8" 33.549931 ‐84.229408

001‐15600‐001 108 DUVALL DR 5/8" 33.550076 ‐84.23082

001‐15800‐002 155 EAST ATLANTA RD 1" 33.551018 ‐84.23291

001‐15875‐999 321 TAYLOR DR 5/8" 33.551361 ‐84.231789

001‐15900‐999 321 TAYLOR DR 5/8" 33.551311 ‐84.23069

001‐15995‐001 100 STAPLETON DR 1" 33.551762 ‐84.227592

001‐16200‐011 111 OLD CONYERS RD 5/8" 33.553352 ‐84.23159

001‐16300‐999 113 OLD CONYERS RD 5/8" 33.553417 ‐84.23143

001‐16375‐003 115 OLD CONYERS RD 5/8" 33.553539 ‐84.230957

001‐16500‐003 201 OLD CONYERS RD 5/8" 33.553761 ‐84.230301

001‐16600‐002 205 OLD CONYERS RD 5/8" 33.554108 ‐84.229195

001‐16700‐001 207 OLD CONYERS RD 5/8" 33.554169 ‐84.229111

001‐16800‐001 215 OLD CONYERS RD 5/8" 33.554436 ‐84.228546

001‐17080‐002 262 OLD CONYERS RD 5/8" 33.555042 ‐84.227013

001‐17085‐002 260 OLD CONYERS RD 5/8" 33.555031 ‐84.22702

001‐17090‐003 258 OLD CONYERS RD 5/8" 33.554768 ‐84.227859

001‐17400‐001 118 OLD CONYERS RD 5/8" 33.554157 ‐84.229599

001‐17500‐005 112 OLD CONYERS RD 5/8" 33.554028 ‐84.230179

001‐17555‐000 112 OLD CONYERS RD 5/8" 33.554028 ‐84.230179

001‐17640‐001 302 EAST ATLANTA RD 1.5" 33.555115 ‐84.234947

001‐17675‐001 160 EAST ATLANTA RD 1" 33.551712 ‐84.233215

001‐17700‐999 138 EAST ATLANTA RD 5/8" 33.550041 ‐84.232986

001‐17800‐007 136 EAST ATLANTA RD 1" 33.54987 ‐84.232941

001‐17900‐006 134 EAST ATLANTA RD 5/8" 33.549274 ‐84.232864

001‐18000‐999 130 EAST ATLANTA RD 5/8" 33.548397 ‐84.232765

001‐18100‐999 128 EAST ATLANTA RD 5/8" 33.548111 ‐84.232773

001‐18300‐004 124 EAST ATLANTA RD 5/8" 33.547367 ‐84.232758

001‐18400‐001 110 EAST ATLANTA RD 5/8" 33.545971 ‐84.232521

001‐19000‐999 4655 NORTH HENRY BLVD 5/8" 33.543739 ‐84.232025

001‐19100‐004 4673 NORTH HENRY BLVD 1" 33.543694 ‐84.232491

001‐19110‐002 4655 NORTH HENRY BLVD 1" 33.543758 ‐84.231934

001‐19300‐001 4617 NORTH HENRY BLVD 2" 33.543587 ‐84.232506

001‐19400‐001 4617 NORTH HENRY BLVD 2" 33.543442 ‐84.230591



001‐19500‐001 4617 NORTH HENRY BLVD 2" 33.543266 ‐84.230659

001‐19600‐001 4617 NORTH HENRY BLVD 2" 33.542927 ‐84.230545

001‐19700‐002 100 SOUTH LEE ST 5/8" 33.543503 ‐84.229111

001‐19800‐002 102 SOUTH LEE ST 5/8" 33.542992 ‐84.22908

001‐20050‐001 108 SOUTH LEE STREET 5/8" 33.542175 ‐84.229103

001‐20075‐001 108 SOUTH LEE ST 5/8" 33.542194 ‐84.229126

001‐20200‐001 109 SOUTH LEE ST 2" 33.542049 ‐84.230614

001‐20300‐001 109 SOUTH LEE ST 2" 33.54174 ‐84.230339

001‐20400‐999 109 SOUTH LEE ST 2" 33.541691 ‐84.230125

001‐20500‐006 101‐107 JACKSON DR 1" 33.540703 ‐84.228714

001‐20600‐004 109‐115 JACKSON DR 1" 33.540691 ‐84.228699

001‐20700‐005 100‐106 JACKSON DR 1" 33.540684 ‐84.228584

001‐20800‐004 108‐114 JACKSON DR 1" 33.54071 ‐84.228592

001‐20900‐005 116‐122 JACKSON DR 1" 33.541065 ‐84.228569

001‐21000‐004 117‐123 JACKSON DR 1" 33.541046 ‐84.228691

001‐21400‐010 4477 NORTH HENRY BLVD 5/8" 33.542736 ‐84.225792

001‐21500‐002 107 ROCK QUARRY RD 5/8" 33.542374 ‐84.2258

001‐21600‐014 109 ROCK QUARRY RD 5/8" 33.542156 ‐84.225784

001‐21700‐999 111 ROCK QUARRY RD 5/8" 33.541813 ‐84.225807

001‐21900‐004 119 ROCK QUARRY RD 5/8" 33.540722 ‐84.22583

001‐22100‐001 123 ROCK QUARRY RD 5/8" 33.539886 ‐84.225792

001‐22300‐001 127 ROCK QUARRY RD 5/8" 33.539204 ‐84.225883

001‐22400‐004 135 ROCK QUARRY RD 5/8" 33.538532 ‐84.226128

001‐22700‐001 152 ROCK QUARRY RD 1" 33.535007 ‐84.223129

001‐22825‐001 140 ROCK QUARRY RD 1" 33.535118 ‐84.222984

001‐22900‐001 152 ROCK QUARRY RD 1" 33.537365 ‐84.224838

001‐23030‐001 180 ROCK QUARRY RD 1" 33.537395 ‐84.224854

001‐23100‐003 118 ROCK QUARRY RD 3/4" 33.54031 ‐84.22554

001‐23125‐001 116 ROCK QUARRY RD 3/4" 33.540844 ‐84.225548

001‐23200‐001 114 ROCK QUARRY RD 3/4" 33.54126 ‐84.225563

001‐23400‐002 106E ROCK QUARRY RD 1" 33.542572 ‐84.224861

001‐23475‐002 110 ROCK QUARRY RD 1" 33.541828 ‐84.225578

001‐23500‐002 106 ROCK QUARRY RD 5/8" 33.542572 ‐84.224869

001‐23730‐002 4421 NORTH HENRY BLVD 5/8" 33.542698 ‐84.224442

001‐23750‐002 4421 NORTH HENRY BLVD 5/8" 33.542686 ‐84.224449

001‐23800‐002 4431 NORTH HENRY BLVD 1" 33.543556 ‐84.224846

001‐23900‐001 109 SPRING ST 5/8" 33.542557 ‐84.223892

001‐24000‐005 108 LANE DR 5/8" 33.542667 ‐84.223846

001‐24200‐001 103 LAMBERT DR 5/8" 33.543049 ‐84.223236

001‐24900‐001 106 LAMBERT DR 5/8" 33.542534 ‐84.223061

001‐25000‐022 110 SPRING ST 5/8" 33.542637 ‐84.222893

001‐25300‐999 112 SPRING ST 5/8" 33.542633 ‐84.222702

001‐25500‐012 114 SPRING ST 5/8" 33.542583 ‐84.222397

001‐25600‐003 117 SPRING ST 5/8" 33.542522 ‐84.222496

001‐25800‐010 118 SPRING ST 5/8" 33.542568 ‐84.222054

001‐25900‐002 119 SPRING ST 5/8" 33.54245 ‐84.222015

001‐26000‐009 121 SPRING ST 5/8" 33.542419 ‐84.221848



001‐26100‐006 120 SPRING ST 5/8" 33.542553 ‐84.22187

001‐26200‐013 122 SPRING ST 5/8" 33.542522 ‐84.221703

001‐26300‐013 124 SPRING ST 5/8" 33.542496 ‐84.221588

001‐26350‐004 125 SPRING ST 5/8" 33.542404 ‐84.22155

001‐26400‐007 123 SPRING ST 5/8" 33.542389 ‐84.221581

001‐28100‐001 170 MLK SR. HERITAGE TRAIL 5/8" 33.545979 ‐84.233452

001‐28800‐001 4740 NORTH HENRY BLVD 1" 33.54472 ‐84.234474

001‐28900‐003 101 BURKE ST 1" 33.544888 ‐84.234253

001‐29600‐001 147 BURKE ST 5/8" 33.546448 ‐84.233986

001‐29800‐004 146 BURKE ST 2" 33.546391 ‐84.234512

001‐29850‐001 146 BURKE STREET 5/8" 33.546379 ‐84.234512

001‐29900‐002 149A BURKE ST 5/8" 33.546452 ‐84.233986

001‐30000‐002 147A BURKE ST 5/8" 33.546444 ‐84.233971

001‐30100‐002 148 BURKE ST 5/8" 33.546593 ‐84.234444

001‐30120‐008 150 BURKE ST 5/8" 33.546833 ‐84.235069

001‐30300‐002 102 LOVE ST 5/8" 33.546837 ‐84.234291

001‐30400‐002 159 BURKE ST 5/8" 33.547218 ‐84.234314

001‐30600‐005 165 BURKE ST 5/8" 33.547623 ‐84.234322

001‐30775‐001 164 BURKE ST 2" 33.547714 ‐84.234474

001‐31000‐999 169 BURKE ST 5/8" 33.548092 ‐84.234367

001‐31140‐001 174 BURKE ST 2" 33.548664 ‐84.235062

001‐31150‐999 174 BURKE ST 2" 33.548626 ‐84.235039

001‐31160‐999 174 BURKE ST 5/8" 33.548653 ‐84.235497

001‐31300‐002 173 BURKE ST 5/8" 33.548386 ‐84.23439

001‐31400‐999 175 BURKE ST 5/8" 33.5485 ‐84.234428

001‐31630‐001 109 DAVIS RD 1" 33.548729 ‐84.234459

001‐31700‐999 116 DAVIS RD 5/8" 33.548645 ‐84.236786

001‐32800‐004 111A WEST BURKE ST 1" 33.546925 ‐84.236687

001‐32900‐004 111B WEST BURKE ST 1" 33.546925 ‐84.236694

001‐33000‐003 112 WEST BURKE ST 1" 33.546829 ‐84.236679

001‐33100‐003 114 WEST BURKE ST 5/8"

002‐00101‐003 4952 NORTH HENRY BLVD 5/8" 33.544552 ‐84.241058

002‐00150‐001 4952 NORTH HENRY BLVD 2" 33.544682 ‐84.241089

002‐04990‐005 100 MEADOW RIDGE WAY 5/8" 33.551552 ‐84.24604

002‐05000‐001 101 MEADOW RIDGE WAY 5/8" 33.551685 ‐84.246086

002‐05100‐004 103 MEADOW RIDGE WAY 5/8" 33.551685 ‐84.246002

002‐05200‐001 105 MEADOW RIDGE WAY 5/8" 33.551849 ‐84.245346

002‐05300‐002 107 MEADOW RIDGE WAY 5/8" 33.551857 ‐84.245316

002‐05400‐008 109 MEADOW RIDGE CT 5/8" 33.551743 ‐84.245049

002‐05500‐003 111 MEADOW RIDGE CT 5/8" 33.551643 ‐84.245079

002‐05600‐003 113 MEADOW RIDGE CT 5/8" 33.551044 ‐84.245255

002‐05650‐001 113 MEADOW RIDGE CT 5/8" 33.551064 ‐84.245262

002‐05700‐009 115 MEADOW RIDGE CT 5/8" 33.551048 ‐84.24527

002‐05800‐003 117 MEADOW RIDGE CT 5/8" 33.55043 ‐84.245094

002‐05900‐002 119 MEADOW RIDGE CT 5/8" 33.550385 ‐84.245125

002‐06000‐006 118 MEADOW RIDGE CT 5/8" 33.550392 ‐84.245399

002‐06100‐002 116 MEADOW RIDGE CT 5/8" 33.550407 ‐84.245407



002‐06200‐007 114 MEADOW RIDGE CT 5/8" 33.550941 ‐84.245453

002‐06300‐004 112 MEADOW RIDGE CT 5/8" 33.550964 ‐84.245506

002‐06400‐002 110 MEADOW RIDGE CT 5/8" 33.551258 ‐84.245422

003‐00101‐005 4767 NORTH HENRY BLVD 5/8" 33.54377 ‐84.235504

003‐00201‐004 4779 NORTH HENRY BLVD 5/8" 33.543865 ‐84.235527

003‐00301‐999 103 TYE ST 5/8" 33.543526 ‐84.235352

003‐00650‐010 110 TYE ST 5/8" 33.542477 ‐84.23526

003‐00701‐999 112 TYE ST 5/8" 33.542122 ‐84.235268

003‐00801‐001 113 TYE ST 5/8" 33.542049 ‐84.235405

003‐01001‐001 114 TYE ST 5/8" 33.541798 ‐84.23526

003‐01101‐005 116 TYE ST 5/8" 33.54158 ‐84.235252

003‐01300‐001 119 TYE ST 5/8" 33.541142 ‐84.235443

003‐01320‐007 121 TYE ST 5/8" 33.540665 ‐84.235565

003‐01401‐011 118 TYE ST 5/8" 33.54105 ‐84.235245

003‐03400‐001 129 TYE ST 5/8" 33.539589 ‐84.235405

003‐03415‐003 135 TYE ST 5/8" 33.538757 ‐84.235367

003‐03480‐005 131 TYE ST 5/8" 33.53923 ‐84.235413

003‐03500‐001 133 TYE ST 5/8" 33.539043 ‐84.23539

003‐03600‐999 136 TYE ST 5/8" 33.538876 ‐84.235291

003‐03620‐999 124 SECOND ST 5/8" 33.539047 ‐84.234581

003‐03640‐002 126 SECOND ST 5/8" 33.539051 ‐84.234802

003‐03700‐001 138 TYE ST 5/8" 33.538769 ‐84.235275

003‐03800‐002 137 TYE ST 5/8" 33.538719 ‐84.235405

003‐04000‐001 147 TYE ST 5/8" 33.537796 ‐84.23555

003‐04300‐002 152 TYE ST 5/8" 33.536137 ‐84.235359

003‐04400‐005 148 TYE ST 5/8" 33.537083 ‐84.235359

003‐04500‐004 150 TYE ST 5/8" 33.536816 ‐84.235352

003‐04600‐999 155 TYE ST 5/8" 33.535751 ‐84.23555

003‐04700‐003 157 TYE ST 5/8" 33.53545 ‐84.235596

003‐04800‐001 103 CHILDS ST 5/8" 33.5355 ‐84.234947

003‐04860‐008 105 CHILDS ST 5/8" 33.5355 ‐84.234581

003‐04870‐002 107 CHILDS ST 5/8" 33.535519 ‐84.234558

003‐04900‐001 102 CHILDS ST 5/8"

003‐05000‐009 109 CHILDS ST 5/8" 33.5355 ‐84.234169

003‐05100‐002 111 CHILDS ST 5/8" 33.535469 ‐84.233559

003‐05200‐002 144 WILSON AVE 5/8" 33.535538 ‐84.233437

003‐05300‐001 113 CHILDS ST 5/8" 33.535435 ‐84.233215

003‐05400‐999 117 CHILDS ST 5/8" 33.535412 ‐84.232597

003‐05500‐999 142 WILSON AVE 5/8" 33.536289 ‐84.233734

003‐05600‐007 138 WILSON AVE 5/8" 33.536533 ‐84.233688

003‐05800‐999 130 WILSON AVE 5/8" 33.537468 ‐84.233772

003‐05900‐002 131A WILSON AVE 5/8" 33.537464 ‐84.233871

003‐06000‐001 129 WILSON AVE 5/8" 33.537754 ‐84.233871

003‐06050‐001 125 WILSON AVE 5/8" 33.538113 ‐84.23391

003‐06100‐006 123 WILSON AVE 5/8" 33.538189 ‐84.233879

003‐06200‐001 121 WILSON AVE 5/8" 33.53854 ‐84.233879

003‐06300‐004 119 WILSON AVE 5/8" 33.538902 ‐84.233871



003‐06600‐001 112 WILSON AVE 5/8" 33.539196 ‐84.233147

003‐06700‐999 112 SECOND ST 5/8" 33.538918 ‐84.232758

003‐06720‐001 103 CARRIE MAE LN 5/8" 33.53857 ‐84.232674

003‐06800‐001 110 SECOND ST 5/8" 33.538914 ‐84.232391

003‐07100‐999 106 SECOND ST 5/8" 33.538952 ‐84.23172

003‐07200‐999 105 SECOND ST 5/8" 33.539005 ‐84.231499

003‐07300‐008 103 SECOND ST 5/8" 33.539051 ‐84.231369

003‐07400‐005 101 SECOND ST 5/8" 33.539021 ‐84.230934

003‐07600‐010 107 JENNINGS WAY 5/8" 33.537991 ‐84.230415

003‐07700‐005 105 WILSON ST 5/8" 33.536972 ‐84.23085

003‐07800‐001 107 WILSON ST 5/8" 33.537003 ‐84.230881

003‐07900‐008 109 WILSON ST 5/8" 33.536766 ‐84.231529

003‐08500‐001 111 WILSON ST 5/8" 33.536949 ‐84.231682

003‐08600‐999 112 WILSON ST 5/8" 33.537083 ‐84.231796

003‐08800‐002 118 CARRIE MAE LN 5/8" 33.536968 ‐84.232376

003‐08900‐001 117 WILSON ST 5/8" 33.536995 ‐84.232506

003‐09000‐001 121 WILSON ST 5/8" 33.536976 ‐84.232834

003‐09100‐001 125 WILSON ST 5/8" 33.536911 ‐84.233383

003‐09300‐001 111 CARRIE MAE LN 5/8" 33.537384 ‐84.232742

003‐09500‐001 109 CARRIE MAE LN 5/8" 33.537643 ‐84.23275

003‐09600‐003 106 CARRIE MAE LN 5/8" 33.537964 ‐84.232605

003‐09700‐014 107 CARRIE MAE LN 5/8" 33.537975 ‐84.23275

003‐09800‐010 105 CARRIE MAE LN 5/8" 33.538242 ‐84.232727

003‐09900‐004 104 CARRIE MAE LN 5/8" 33.538372 ‐84.232605

003‐10600‐001 111 SECOND ST 5/8" 33.53928 ‐84.232628

003‐10700‐001 146 MLK SR. HERITAGE TRAIL 5/8" 33.539772 ‐84.232681

003‐10800‐001 144 MLK SR. HERITAGE TRAIL 5/8" 33.540024 ‐84.232582

003‐10900‐001 301 RAILROAD ST 5/8" 33.539909 ‐84.231827

003‐11000‐002 303 RAILROAD ST 5/8" 33.539799 ‐84.231636

003‐11050‐001 447 RAILROAD ST 1"

003‐11100‐010 139 MLK SR. HERITAGE TRAIL 5/8" 33.540787 ‐84.232643

003‐11300‐001 102 WILSON AVE 5/8" 33.540474 ‐84.232979

003‐11400‐002 109 CHURCH ST 5/8" 33.540352 ‐84.233482

003‐11500‐999 111 WILSON AVE 5/8" 33.540218 ‐84.23349

003‐11600‐003 105 CHURCH ST 5/8" 33.5411 ‐84.233551

003‐12500‐001 4709 NORTH HENRY BLVD 1" 33.543262 ‐84.233917

003‐12600‐003 4705 NORTH HENRY BLVD 5/8" 33.543545 ‐84.233513

003‐12700‐004 4727 NORTH HENRY BLVD 1" 33.54406 ‐84.234718

003‐12800‐999 4723 NORTH HENRY BLVD 3/4" 33.54401 ‐84.234688

003‐12900‐009 4721 NORTH HENRY BLVD 5/8" 33.543907 ‐84.234772

003‐13000‐003 4719 NORTH HENRY BLVD 5/8" 33.543869 ‐84.234734

003‐13075‐999 4717 NORTH HENRY BLVD 5/8" 33.543751 ‐84.234711

003‐13100‐008 4717 NORTH HENRY BLVD 5/8" 33.543766 ‐84.234741

003‐13200‐003 100 MLK SR. HERITAGE TRAIL 5/8" 33.543991 ‐84.233475

003‐13300‐001 102 MLK SR. HERITAGE TRAIL 5/8" 33.543861 ‐84.233444

004‐00301‐001 4778 NORTH HENRY BLVD 5/8" 33.544491 ‐84.235855

004‐00501‐001 4806 NORTH HENRY BLVD 5/8" 33.544498 ‐84.236877



004‐00601‐008 4822 NORTH HENRY BLVD 5/8" 33.544491 ‐84.236984

004‐00701‐001 101 CENTER ST 5/8" 33.544868 ‐84.237839

004‐00801‐002 105 CENTER ST 5/8" 33.544762 ‐84.237823

004‐00901‐002 109 CENTER ST 5/8" 33.544907 ‐84.237839

004‐01001‐001 113 CENTER ST 5/8" 33.544872 ‐84.237846

004‐01201‐999 4858 NORTH HENRY BLVD 5/8" 33.544563 ‐84.238319

004‐01301‐999 4882 NORTH HENRY BLVD 5/8" 33.544533 ‐84.238495

004‐01501‐002 4920 NORTH HENRY BLVD 5/8" 33.54451 ‐84.239868

004‐01601‐007 4938 NORTH HENRY BLVD 1" 33.544514 ‐84.239891

004‐01701‐006 4966 NORTH HENRY BLVD 5/8" 33.544514 ‐84.241348

004‐01800‐001 4986 NORTH HENRY BLVD 5/8" 33.54454 ‐84.241562

004‐01900‐003 4998 NORTH HENRY BLVD 5/8" 33.544666 ‐84.242493

004‐02000‐002 5008 NORTH HENRY BLVD 5/8" 33.544743 ‐84.242722

004‐02100‐001 5018 NORTH HENRY BLVD 5/8" 33.544807 ‐84.243134

004‐02200‐001 5028 NORTH HENRY BLVD 5/8" 33.544884 ‐84.243439

004‐02300‐006 5046 NORTH HENRY BLVD 5/8" 33.544918 ‐84.243736

004‐02400‐006 5050 NORTH HENRY BLVD 5/8" 33.545296 ‐84.244736

004‐02500‐003 5070 NORTH HENRY BLVD 1" 33.545383 ‐84.244865

004‐02600‐003 5092 NORTH HENRY BLVD 5/8" 33.545429 ‐84.245941

004‐02660‐002 5128 NORTH HENRY BLVD 1" 33.545757 ‐84.247353

004‐02680‐003 5130 NORTH HENRY BLVD 3/4" 33.545826 ‐84.247643

004‐02700‐003 5150 NORTH HENRY BLVD 1" 33.545967 ‐84.248184

004‐02800‐004 5180 NORTH HENRY BLVD 1" 33.545971 ‐84.248199

004‐03200‐002 5226 NORTH HENRY BLVD 5/8" 33.546688 ‐84.249901

004‐03310‐002 5244 NORTH HENRY BLVD 1" 33.54697 ‐84.250229

004‐03350‐999 5248 NORTH HENRY BLVD 1" 33.5471 ‐84.250427

004‐03370‐002 5252 NORTH HENRY BLVD 1" 33.547409 ‐84.250893

004‐03400‐005 5334 NORTH HENRY BLVD 5/8" 33.548569 ‐84.252647

004‐03450‐999 5334B NORTH HENRY BLV 5/8" 33.548573 ‐84.252663

004‐03700‐999 5368 NORTH HENRY BLVD 5/8" 33.549038 ‐84.25338

004‐03710‐004 5368 NORTH HENRY BLVD 2" 33.549038 ‐84.253387

004‐03800‐008 5386 NORTH HENRY BLVD 2" 33.54966 ‐84.254272

004‐04020‐001 5420 NORTH HENRY BLVD 2" 33.55051 ‐84.255424

004‐04030‐001 5420 NORTH HENRY BLVD 1" 33.550499 ‐84.255409

004‐04060‐001 5430 NORTH HENRY BLVD 2" 33.55085 ‐84.255951

004‐04070‐001 5450 NORTH HENRY BLVD 1" 33.551075 ‐84.256371

004‐04100‐001 5270 NORTH HENRY BLVD 5/8" 33.548359 ‐84.252289

004‐04110‐001 5270 NORTH HENRY BLVD 1" 33.54834 ‐84.252289

004‐04150‐003 5410 NORTH HENRY BLVD 1" 33.549854 ‐84.254547

004‐04175‐001 5412 NORTH HENRY BLVD 1" 33.550243 ‐84.25518

004‐04200‐001 5490 NORTH HENRY BLVD 1" 33.551399 ‐84.256798

004‐04205‐001 5490 NORTH HENRY BLVD 1" 33.551392 ‐84.256798

004‐04220‐003 5500 NORTH HENRY BLVD 2" 33.551723 ‐84.257149

004‐04225‐003 5500 NORTH HENRY BLVD 5/8" 33.551727 ‐84.257111

004‐04250‐003 5500 NORTH HENRY BLVD 1" 33.551708 ‐84.257126

004‐04300‐005 5532 NORTH HENRY BLVD 5/8" 33.552254 ‐84.258011

004‐04400‐004 5570 NORTH HENRY BLVD 2" 33.552544 ‐84.25827



004‐04450‐002 5570 NORTH HENRY BLVD 1" 33.552574 ‐84.258255

004‐04470‐001 5620 NORTH HENRY BLVD 1" 33.553673 ‐84.258896

004‐04500‐007 5627A NORTH HENRY BLV 5/8" 33.554802 ‐84.259911

004‐04600‐003 5627C NORTH HENRY BLV 5/8" 33.554825 ‐84.259644

004‐04700‐002 5627D NORTH HENRY BLV 5/8" 33.55479 ‐84.259666

004‐04800‐003 5627E NORTH HENRY BLV 5/8" 33.554703 ‐84.259796

004‐04820‐004 5627F NORTH HENRY BLV 5/8" 33.554695 ‐84.259766

004‐04900‐005 5627B NORTH HENRY BLV 5/8" 33.55471 ‐84.259811

004‐05100‐003 5627I 1&2 NORTH HENRY 1" 33.55431 ‐84.260544

004‐05200‐002 5627J NORTH HENRY BLV 5/8" 33.554276 ‐84.260628

004‐05300‐999 5627K NORTH HENRY BLV 5/8" 33.554276 ‐84.26062

004‐05400‐002 5627L NORTH HENRY BLV 5/8" 33.554249 ‐84.260788

004‐05600‐005 22 HWY 138 1" 33.553711 ‐84.259338

004‐05700‐002 36 HWY 138 5/8" 33.553493 ‐84.259949

004‐05800‐005 5625 NORTH HENRY BLVD 5/8" 33.553505 ‐84.259964

004‐05900‐008 34 HWY 138 5/8" 33.553505 ‐84.259972

004‐06000‐004 32 HWY 138 5/8" 33.553493 ‐84.259964

004‐06100‐005 30 HWY 138 5/8" 33.553513 ‐84.259964

004‐06120‐003 70 HWY 138 1" 33.553589 ‐84.260796

004‐06200‐008 72 HWY 138 5/8" 33.553608 ‐84.261047

004‐07000‐004 120 HWY 138 5/8" 33.554016 ‐84.263542

004‐07250‐002 115 HWY 138 1" 33.553562 ‐84.263

004‐07300‐003 113 HWY 138 1" 33.553501 ‐84.262482

004‐07350‐001 110 WALTER WAY 2" 33.551552 ‐84.262619

004‐07375‐001 110 WALTER WAY 1.5" 33.551556 ‐84.262627

004‐07400‐002 79 HWY 138 1" 33.553223 ‐84.260597

004‐07450‐002 79 HWY 138  WEST 1" 33.553226 ‐84.260574

004‐09900‐002 29 HWY 138 1" 33.552761 ‐84.259773

004‐09950‐001 29 HWY 138 1" 33.553116 ‐84.259407

004‐10000‐002 5557 NORTH HENRY BLVD 1" 33.552643 ‐84.258728

004‐10101‐004 5533 NORTH HENRY BLVD 5/8" 33.552128 ‐84.258263

004‐10201‐005 5537 NORTH HENRY BLVD 3/4" 33.552151 ‐84.258263

004‐10300‐005 5537 NORTH HENRY BLVD 5/8" 33.552155 ‐84.258255

004‐10400‐003 5531 NORTH HENRY BLVD 1" 33.551914 ‐84.258064

004‐10500‐003 5529 NORTH HENRY BLVD 5/8" 33.55167 ‐84.257713

004‐10575‐002 5519 NORTH HENRY BLVD 1" 33.55162 ‐84.257675

004‐10600‐999 9900 DAVIDSON PKWY 1" 33.55098 ‐84.257996

004‐10625‐999 9900 DAVIDSON PKWY 5/8" 33.551159 ‐84.257858

004‐10700‐004 9905 DAVIDSON PKWY 5/8" 33.550816 ‐84.25795

004‐10800‐002 559 OLD ATLANTA RD 5/8" 33.551285 ‐84.258537

004‐10900‐002 509 OLD ATLANTA RD 5/8" 33.54987 ‐84.257263

004‐11000‐001 5505 NORTH HENRY BLVD 1" 33.551212 ‐84.257103

004‐11100‐001 5505 NORTH HENRY BLVD 5/8" 33.550999 ‐84.256775

004‐11200‐003 5481 NORTH HENRY BLVD 5/8" 33.550671 ‐84.256287

004‐11400‐001 5473 NORTH HENRY BLVD 5/8" 33.550278 ‐84.256302

004‐11500‐999 5473 NORTH HENRY BLVD 5/8" 33.550339 ‐84.25621

004‐11600‐009 5473 NORTH HENRY BLVD 5/8" 33.550312 ‐84.256546



004‐11700‐001 5455 NORTH HENRY BLVD 5/8" 33.5504 ‐84.255875

004‐11800‐004 5431 NORTH HENRY BLVD 5/8" 33.550079 ‐84.255432

004‐12020‐002 5415 NORTH HENRY BLVD 1" 33.549644 ‐84.254837

004‐12100‐999 5425 NORTH HENRY BLVD 1" 33.550049 ‐84.255363

004‐13300‐006 5353 NORTH HENRY BLVD 5/8" 33.548538 ‐84.253136

004‐13500‐005 5329 NORTH HENRY BLVD 5/8" 33.547924 ‐84.252243

004‐13600‐001 5319 NORTH HENRY BLVD 5/8" 33.547726 ‐84.251968

004‐13800‐001 5061 NORTH HENRY BLVD 1" 33.54491 ‐84.244957

004‐13900‐005 5047 NORTH HENRY BLVD 5/8" 33.544624 ‐84.24472

004‐14000‐004 5041 NORTH HENRY BLVD 5/8" 33.544323 ‐84.244385

004‐14200‐002 5039C NORTH HENRY BLV 5/8" 33.544292 ‐84.24437

004‐14300‐003 5033 NORTH HENRY BLVD 5/8" 33.544312 ‐84.243553

004‐14400‐003 5029 NORTH HENRY BLVD 5/8" 33.544281 ‐84.243546

004‐14500‐003 5025 NORTH HENRY BLVD 5/8" 33.54427 ‐84.243217

004‐14600‐999 4995B NORTH HENRY BLV 5/8" 33.544285 ‐84.243095

004‐14700‐002 5023 NORTH HENRY BLVD 5/8" 33.544308 ‐84.24308

004‐14800‐002 4995C NORTH HENRY BLV 5/8" 33.544159 ‐84.242851

004‐14900‐002 4995D NORTH HENRY BLV 5/8" 33.544159 ‐84.242844

004‐15000‐004 4995A NORTH HENRY BLV 1" 33.544212 ‐84.242889

004‐15100‐003 4971 NORTH HENRY BLVD 5/8" 33.54427 ‐84.241676

004‐15110‐001 4981 NORTH HENRY BLVD 5/8" 33.544315 ‐84.242279

004‐15120‐001 4981 NORTH HENRY BLVD 1" 33.544312 ‐84.242279

004‐15200‐002 4961 NORTH HENRY BLVD 5/8" 33.544266 ‐84.241348

004‐15300‐001 4957 NORTH HENRY BLVD 5/8" 33.544224 ‐84.240883

004‐15400‐003 4933 NORTH HENRY BLVD 1" 33.544224 ‐84.240135

004‐15500‐005 4929 NORTH HENRY BLVD 5/8" 33.544209 ‐84.239861

004‐15600‐002 4911 NORTH HENRY BLVD 1.5" 33.54422 ‐84.239532

004‐15700‐001 4863 NORTH HENRY BLVD 1" 33.544216 ‐84.238655

004‐15900‐001 4863 NORTH HENRY BLVD 2" 33.544205 ‐84.2379

004‐15975‐002 4801 NORTH HENRY BLVD 5/8" 33.544228 ‐84.236679

004‐16000‐003 4827 NORTH HENRY BLVD 5/8" 33.54422 ‐84.237373

004‐16100‐004 4813 NORTH HENRY BLVD 5/8" 33.544239 ‐84.237022

004‐16200‐002 4791 NORTH HENRY BLVD 5/8" 33.544228 ‐84.236145

004‐50200‐004 3000 WALTER WAY 2" 33.542351 ‐84.261742

004‐50300‐999 3000 WALTER WAY 2" 33.542343 ‐84.261742

005‐05400‐003 120 BOWEN ST 5/8" 33.540943 ‐84.240814

005‐05500‐007 119 BOWEN ST 5/8" 33.54126 ‐84.240921

005‐05600‐002 118 BOWEN ST 5/8" 33.541702 ‐84.240791

005‐05700‐001 116 BOWEN ST 5/8" 33.54187 ‐84.240791

005‐05800‐001 114 BOWEN ST 5/8" 33.542137 ‐84.240807

005‐05900‐002 112 BOWEN ST 5/8" 33.542599 ‐84.240814

005‐06000‐004 110 BOWEN ST 5/8" 33.54261 ‐84.240807

005‐06050‐999 110 BOWEN ST 5/8" 33.543098 ‐84.24073

005‐06100‐009 111 BOWEN ST 5/8" 33.542702 ‐84.240929

005‐06200‐008 108 BOWEN ST 5/8" 33.543087 ‐84.240753

005‐06300‐014 109B BOWEN ST 5/8" 33.543079 ‐84.24086

005‐06400‐011 109A BOWEN ST 5/8" 33.543102 ‐84.240852



005‐06500‐005 107B BOWEN ST 5/8" 33.543331 ‐84.240799

005‐06600‐001 107A BOWEN ST 5/8" 33.543331 ‐84.240799

005‐06700‐999 106 BOWEN ST 5/8" 33.543293 ‐84.240685

005‐06800‐020 104B BOWEN ST 5/8" 33.543571 ‐84.240562

005‐06900‐015 104A BOWEN ST 5/8" 33.54356 ‐84.240578

006‐00101‐010 90 CLUB CIR 5/8" 33.547951 ‐84.241234

006‐00200‐001 93 CLUB CIR 5/8" 33.548504 ‐84.241096

006‐00301‐002 94 CLUB CIR 5/8" 33.548782 ‐84.241249

006‐00401‐001 96 CLUB CIR 5/8" 33.548992 ‐84.241234

006‐00501‐001 95 CLUB CIR 5/8" 33.549072 ‐84.241089

006‐00601‐001 97 CLUB CIR 5/8" 33.549088 ‐84.241074

006‐00650‐001 97 CLUB CIR 5/8" 33.549042 ‐84.241096

006‐00701‐001 157 CLUB CIR 5/8" 33.549446 ‐84.241455

006‐00801‐004 102 CLUB CIR 5/8" 33.549973 ‐84.24202

006‐00901‐002 105 CLUB CIR 5/8" 33.550129 ‐84.241898

006‐01001‐002 104 CLUB CIR 5/8" 33.550449 ‐84.242134

006‐01101‐005 107 CLUB CIR 5/8" 33.550621 ‐84.242012

006‐01201‐006 109 CLUB CIR 5/8" 33.550636 ‐84.241982

006‐01225‐999 109 CLUB CIR 5/8" 33.550613 ‐84.241989

006‐01300‐001 111 CLUB CIR 5/8" 33.551136 ‐84.242165

006‐01400‐001 113 CLUB CIR 5/8" 33.551151 ‐84.242157

006‐01500‐001 115 CLUB CIR 5/8"

006‐01600‐009 117 CLUB CIR 5/8" 33.551708 ‐84.242325

006‐01700‐005 119 CLUB CIR 5/8" 33.552147 ‐84.242462

006‐01800‐001 121 CLUB CIR 5/8" 33.552212 ‐84.242584

006‐01900‐002 123 CLUB CIR 5/8" 33.552383 ‐84.243004

006‐02000‐002 125 CLUB CIR 1" 33.552368 ‐84.243469

006‐02200‐001 103 CLUB CT 5/8" 33.552483 ‐84.243896

006‐02300‐001 129 CLUB CIR 5/8" 33.552277 ‐84.244003

006‐02401‐003 131 CLUB CIR 5/8" 33.5518 ‐84.244026

006‐02450‐001 131 CLUB CIR 5/8" 33.551785 ‐84.244019

006‐02500‐002 133 CLUB CIR 5/8" 33.551502 ‐84.244057

006‐02550‐999 133 CLUB CIR 5/8" 33.551502 ‐84.244041

006‐02600‐006 135 CLUB CIR 5/8" 33.551033 ‐84.244057

006‐02701‐001 137 CLUB CIR 5/8" 33.55101 ‐84.244034

006‐02800‐004 139 CLUB CIR 5/8" 33.550331 ‐84.244072

006‐02810‐005 141 CLUB CIR 5/8" 33.550236 ‐84.244041

006‐02900‐001 143 CLUB CIR 5/8" 33.549679 ‐84.243927

006‐03000‐001 145 CLUB CIR 5/8" 33.549366 ‐84.243538

006‐03050‐999 145 CLUB CIR 5/8" 33.549377 ‐84.243591

006‐03100‐002 149 CLUB CIR 5/8" 33.549362 ‐84.242767

006‐03200‐003 151 CLUB CIR 5/8" 33.549381 ‐84.24276

006‐03300‐003 153 CLUB CIR 5/8" 33.549316 ‐84.242218

006‐03350‐999 153 CLUB CIR 5/8" 33.549335 ‐84.24218

006‐03400‐999 154 CLUB CIR 5/8" 33.549484 ‐84.242607

006‐03500‐002 154 CLUB CIR 5/8" 33.549446 ‐84.242081

006‐03600‐001 152 CLUB CIR 5/8" 33.549461 ‐84.24263



006‐03700‐010 150 CLUB CIR 5/8" 33.549526 ‐84.24337

006‐03800‐003 146 CLUB CIR 5/8" 33.549652 ‐84.243591

006‐03900‐015 142 CLUB CIR 5/8" 33.549854 ‐84.243797

006‐04000‐001 140 CLUB CIR 5/8" 33.55022 ‐84.243973

006‐04100‐004 138 CLUB CIR 5/8" 33.550602 ‐84.243912

006‐04200‐005 136 CLUB CIR 5/8" 33.5509 ‐84.243912

006‐04300‐011 134 CLUB CIR 5/8" 33.551205 ‐84.243896

006‐04400‐001 132 CLUB CIR 5/8" 33.551445 ‐84.243912

006‐04500‐006 128 CLUB CIR 5/8" 33.551937 ‐84.243813

006‐04600‐001 124 CLUB CIR 5/8" 33.552307 ‐84.243149

006‐04700‐004 120 CLUB CIR 5/8" 33.552101 ‐84.242638

006‐04800‐002 116 CLUB CIR 5/8" 33.55172 ‐84.242439

006‐04900‐002 114 CLUB CIR 5/8" 33.55125 ‐84.242325

006‐05000‐006 112 CLUB CIR 5/8" 33.551228 ‐84.242317

006‐05100‐003 103 WREN CT 5/8" 33.550739 ‐84.242676

006‐05200‐002 104 WREN CT 5/8" 33.550575 ‐84.242813

006‐05300‐999 104 WREN CT 5/8" 33.550503 ‐84.242775

006‐05310‐999 103 CLUB CIR 5/8" 33.550259 ‐84.241211

006‐05400‐001 101 CLUB CIR 5/8" 33.549793 ‐84.241257

006‐05500‐004 99 CLUB CIR 5/8" 33.549759 ‐84.240959

006‐05810‐004 103 STOCKVIEW TER 5/8" 33.55032 ‐84.23867

006‐05840‐002 106 CREEK CIR 5/8" 33.549957 ‐84.239227

006‐05900‐002 105 STOCKVIEW TER 5/8" 33.550865 ‐84.239052

006‐05910‐001 107 STOCKVIEW TER 5/8" 33.551113 ‐84.239258

006‐05950‐999 105 STOCKVIEW TER 5/8" 33.550869 ‐84.239075

006‐06000‐004 109 STOCKVIEW TER 5/8" 33.551254 ‐84.239388

006‐06100‐001 110 STOCKVIEW TER 5/8" 33.5513 ‐84.239517

006‐06200‐001 108 STOCKVIEW TER 5/8" 33.551189 ‐84.239616

006‐06300‐001 106 STOCKVIEW TER 5/8" 33.551098 ‐84.239449

006‐06400‐001 104 STOCKVIEW TER 5/8" 33.550957 ‐84.239273

006‐06500‐001 102 STOCKVIEW TER 5/8" 33.550304 ‐84.238808

006‐08625‐001 107 BRIDGE PARK CT 5/8" 33.552597 ‐84.241119

006‐08700‐003 105 BRIDGE PARK CT 5/8" 33.552822 ‐84.241272

006‐08800‐003 100 BRIDGE PARK CT 5/8" 33.552261 ‐84.240883

007‐00101‐004 470 DAVIS RD 5/8" 33.55724 ‐84.24614

007‐00301‐011 440 DAVIS RD 5/8" 33.557281 ‐84.245087

007‐00401‐003 430 DAVIS RD 5/8" 33.55724 ‐84.244873

007‐00501‐002 406 DAVIS RD 5/8" 33.557255 ‐84.244484

007‐00601‐002 402 DAVIS RD 5/8" 33.55724 ‐84.243591

007‐00701‐003 400 DAVIS RD 5/8" 33.557255 ‐84.243591

007‐00801‐002 328 DAVIS RD 5/8" 33.557121 ‐84.242706

007‐00901‐003 326 DAVIS RD 5/8" 33.557129 ‐84.242714

007‐01001‐005 324 DAVIS RD 5/8" 33.5569 ‐84.242081

007‐01101‐011 322 DAVIS RD 5/8" 33.556721 ‐84.241882

007‐01201‐002 320 DAVIS RD 5/8" 33.556511 ‐84.24157

007‐01301‐001 318 DAVIS RD 5/8" 33.556244 ‐84.241348

007‐01401‐008 316 DAVIS RD 5/8" 33.55608 ‐84.24115



007‐01501‐001 314 DAVIS RD 5/8" 33.555874 ‐84.240974

007‐01601‐005 312 DAVIS RD 5/8" 33.55566 ‐84.24073

007‐01701‐006 310 DAVIS RD 5/8" 33.555428 ‐84.240524

007‐01801‐006 308 DAVIS RD 5/8" 33.55521 ‐84.240341

007‐01901‐002 306 DAVIS RD 5/8" 33.555008 ‐84.240135

007‐02001‐001 304 DAVIS RD 5/8" 33.554756 ‐84.239883

007‐03000‐001 302 DAVIS RD 5/8" 33.554607 ‐84.239708

007‐03100‐007 300 DAVIS RD 5/8" 33.554325 ‐84.239502

007‐03200‐002 101 LANDOVER DR 5/8" 33.553715 ‐84.23999

007‐03300‐001 103 LANDOVER DR 5/8" 33.553696 ‐84.23999

007‐03400‐003 102 LANDOVER DR 5/8" 33.553741 ‐84.240211

007‐03500‐003 104 LANDOVER DR 5/8" 33.553734 ‐84.240318

007‐03600‐009 105 LANDOVER DR 5/8" 33.553619 ‐84.240608

007‐03700‐002 107 LANDOVER DR 5/8" 33.5536 ‐84.240616

007‐03800‐005 109 LANDOVER DR 5/8" 33.553608 ‐84.241234

007‐03900‐002 111 LANDOVER DR 5/8" 33.553612 ‐84.241302

007‐04000‐001 113 LANDOVER DR 5/8" 33.553608 ‐84.241783

007‐04050‐001 113 LANDOVER DR 5/8" 33.553585 ‐84.241798

007‐04100‐004 116 LANDOVER DR 5/8" 33.553768 ‐84.242096

007‐04150‐999 116 LANDOVER DR 5/8" 33.553673 ‐84.242256

007‐04200‐001 115 LANDOVER DR 5/8" 33.553692 ‐84.242348

007‐04300‐999 118 LANDOVER DR 5/8" 33.553814 ‐84.242523

007‐04320‐008 119 LANDOVER DR 5/8" 33.553852 ‐84.242706

007‐04400‐001 120 LANDOVER DR 5/8" 33.554321 ‐84.24308

007‐04420‐002 121 LANDOVER DR 5/8" 33.55407 ‐84.242966

007‐04500‐002 124 LANDOVER DR 5/8" 33.554352 ‐84.243073

007‐04560‐003 123 LANDOVER DR 5/8" 33.554085 ‐84.242943

007‐04570‐006 125 LANDOVER DR 5/8" 33.55439 ‐84.243149

007‐04600‐005 127 LANDOVER DR 5/8" 33.554558 ‐84.243202

007‐04700‐006 129 LANDOVER DR 5/8" 33.555084 ‐84.243324

007‐04800‐004 131 LANDOVER DR 5/8" 33.555107 ‐84.243309

007‐04900‐002 133 LANDOVER DR 5/8" 33.555676 ‐84.243332

007‐05000‐003 135 LANDOVER DR 5/8" 33.55566 ‐84.243271

007‐05100‐001 137 LANDOVER DR 5/8" 33.556293 ‐84.243332

007‐05200‐001 139 LANDOVER DR 5/8" 33.556282 ‐84.243355

007‐05300‐001 136 LANDOVER DR 5/8" 33.556301 ‐84.243256

007‐05340‐002 130 LANDOVER DR 5/8" 33.555645 ‐84.243263

007‐05400‐002 213 RIDGE RUN 5/8" 33.555225 ‐84.242355

007‐05500‐001 211 RIDGE RUN 5/8" 33.555214 ‐84.242378

007‐05600‐001 218 RIDGE RUN 5/8" 33.555237 ‐84.242142

007‐05700‐003 214 RIDGE RUN 5/8" 33.555016 ‐84.241936

007‐05800‐001 212 RIDGE RUN 5/8" 33.555012 ‐84.24192

007‐05900‐001 209 RIDGE RUN 5/8" 33.554756 ‐84.241844

007‐06000‐005 207 RIDGE RUN 5/8" 33.554703 ‐84.2416

007‐06100‐001 210 RIDGE RUN 5/8" 33.554657 ‐84.241493

007‐06200‐004 208 RIDGE RUN 5/8" 33.554665 ‐84.241478

007‐06300‐005 205 RIDGE RUN 5/8" 33.554493 ‐84.241364



007‐06400‐003 203 RIDGE RUN 5/8" 33.554291 ‐84.24131

007‐06500‐002 206 RIDGE RUN 5/8" 33.554127 ‐84.241066

007‐06600‐003 204 RIDGE RUN 5/8" 33.553543 ‐84.241035

007‐06700‐003 201 RIDGE RUN 5/8" 33.554104 ‐84.241158

007‐06800‐012 206 DAVIS RD 5/8" 33.553993 ‐84.239204

007‐06900‐004 204 DAVIS RD 5/8" 33.553776 ‐84.238876

007‐07000‐005 202 DAVIS RD 5/8" 33.553581 ‐84.238785

007‐07050‐999 202 DAVIS RD 5/8" 33.553593 ‐84.238724

007‐07100‐002 200 DAVIS RD 5/8" 33.553234 ‐84.238441

007‐07200‐005 180 DAVIS RD 5/8" 33.55196 ‐84.237732

007‐07300‐003 170 DAVIS RD 5/8" 33.551662 ‐84.237686

007‐07400‐001 175 DAVIS RD 5/8" 33.551685 ‐84.23745

007‐07475‐004 177 DAVIS RD 5/8" 33.552074 ‐84.237511

007‐07485‐008 179 DAVIS RD 5/8" 33.552616 ‐84.237709

007‐07495‐002 181 DAVIS RD 5/8" 33.5527 ‐84.237701

007‐07500‐002 165 DAVIS RD 5/8" 33.551647 ‐84.237442

007‐07700‐001 150 DAVIS RD 5/8" 33.551117 ‐84.23764

007‐07800‐004 155 DAVIS RD 5/8" 33.551102 ‐84.237587

007‐07900‐012 145 DAVIS RD 5/8" 33.551014 ‐84.237473

007‐08000‐001 140 DAVIS RD 5/8" 33.55085 ‐84.237663

007‐08100‐001 139 DAVIS RD 5/8" 33.550583 ‐84.237465

007‐08200‐002 135 DAVIS RD 5/8" 33.550579 ‐84.237434

007‐08300‐001 122 MEADOW RIDGE DR 5/8" 33.556553 ‐84.245712

007‐08310‐001 121 MEADOW RIDGE DR 5/8" 33.556427 ‐84.245583

007‐08400‐001 123 MEADOW RIDGE DR 5/8" 33.556404 ‐84.245628

007‐08500‐006 124 MEADOW RIDGE DR 5/8" 33.555866 ‐84.245781

007‐08700‐001 125 MEADOW RIDGE DR 5/8" 33.555878 ‐84.245598

007‐08800‐003 127 MEADOW RIDGE DR 5/8" 33.555878 ‐84.245605

007‐08900‐002 128 MEADOW RIDGE DR 5/8" 33.555355 ‐84.245659

007‐09000‐002 202 ANGELA CT 5/8" 33.555313 ‐84.245605

007‐09100‐001 129 MEADOW RIDGE DR 5/8" 33.555363 ‐84.245514

007‐09200‐002 131 MEADOW RIDGE DR 5/8" 33.55497 ‐84.245369

007‐09300‐002 133 MEADOW RIDGE DR 5/8" 33.555008 ‐84.245377

007‐09400‐001 204 ANGELA CT 5/8" 33.554741 ‐84.246117

007‐09500‐001 208 ANGELA CT 5/8" 33.554585 ‐84.246208

007‐09600‐004 207 ANGELA CT 5/8" 33.554565 ‐84.246216

007‐09700‐007 203 ANGELA CT 5/8" 33.554367 ‐84.245476

007‐09800‐005 138 MEADOW RIDGE DR 5/8" 33.554325 ‐84.245392

007‐09900‐001 135 MEADOW RIDGE DR 5/8" 33.554302 ‐84.245239

007‐09920‐002 137 MEADOW RIDGE DR 5/8" 33.554314 ‐84.245247

007‐10000‐003 302 REBECCA CT 5/8" 33.553799 ‐84.245468

007‐10100‐006 139 MEADOW RIDGE DR 5/8" 33.553764 ‐84.245239

007‐10200‐002 141 MEADOW RIDGE DR 5/8" 33.553761 ‐84.245247

007‐10300‐001 143 MEADOW RIDGE DR 5/8" 33.553211 ‐84.245277

007‐10400‐002 145 MEADOW RIDGE DR 5/8" 33.553192 ‐84.245277

007‐10500‐001 147 MEADOW RIDGE DR 5/8" 33.552776 ‐84.245277

007‐10600‐004 149 MEADOW RIDGE DR 5/8" 33.552773 ‐84.245354



007‐10700‐006 148 MEADOW RIDGE DR 5/8" 33.552746 ‐84.245598

007‐10800‐006 146 MEADOW RIDGE DR 5/8" 33.552761 ‐84.24559

007‐10900‐005 144 MEADOW RIDGE DR 5/8" 33.553253 ‐84.245941

007‐11000‐003 306 REBECCA CT 5/8" 33.553467 ‐84.246071

007‐11100‐008 308 REBECCA CT 5/8" 33.553467 ‐84.246078

007‐11150‐007 310 REBECCA CT 5/8" 33.553215 ‐84.245979

008‐00101‐009 101 APPLETON BLVD 5/8" 33.5392 ‐84.244949

008‐00105‐021 100A APPLETON BLVD 5/8" 33.539082 ‐84.245453

008‐00110‐019 100B APPLETON BLVD 1" 33.539085 ‐84.245461

008‐00115‐022 100C APPLETON BLVD 5/8" 33.539093 ‐84.245476

008‐00120‐022 100D APPLETON BLVD 5/8" 33.539093 ‐84.245476

008‐00200‐015 104A APPLETON BLVD 5/8" 33.539089 ‐84.245163

008‐00201‐005 103 APPLETON BLVD 5/8" 33.539207 ‐84.244949

008‐00210‐020 104B APPLETON BLVD 5/8" 33.539089 ‐84.245163

008‐00220‐015 104C APPLETON BLVD 5/8" 33.539082 ‐84.245148

008‐00230‐022 104D APPLETON BLVD 1" 33.539085 ‐84.24514

008‐00301‐014 105 APPLETON BLVD 5/8" 33.539207 ‐84.244934

008‐00305‐014 106A APPLETON BLVD 5/8" 33.539028 ‐84.244514

008‐00310‐015 106B APPLETON BLVD 5/8" 33.539028 ‐84.244522

008‐00315‐015 106C APPLETON BLVD 5/8" 33.539032 ‐84.244514

008‐00320‐011 106D APPLETON BLVD 5/8" 33.539059 ‐84.244537

008‐00400‐008 107 APPLETON BLVD 5/8" 33.539219 ‐84.244942

008‐00500‐999 108A APPLETON BLVD 5/8" 33.539051 ‐84.244484

008‐00600‐006 108B APPLETON BLVD 5/8" 33.539036 ‐84.244461

008‐00700‐005 108C APPLETON BLVD 5/8" 33.539036 ‐84.244461

008‐00800‐999 108D APPLETON BLVD 5/8" 33.539028 ‐84.244469

008‐00900‐010 117A APPLETON BLVD 5/8" 33.539513 ‐84.243706

008‐01000‐017 117B APPLETON BLVD 5/8" 33.539524 ‐84.243736

008‐01100‐013 117D APPLETON BLVD 5/8" 33.539539 ‐84.243721

008‐01200‐011 117C APPLETON BLVD 5/8" 33.539532 ‐84.243706

008‐01300‐015 102 FAIRHAVEN CT 5/8" 33.539845 ‐84.243599

008‐01400‐009 104 FAIRHAVEN CT 5/8" 33.539879 ‐84.243607

008‐01500‐012 106 FAIRHAVEN CT 5/8" 33.539879 ‐84.243622

008‐01600‐015 108 FAIRHAVEN CT 5/8" 33.539902 ‐84.243607

008‐01700‐015 110 FAIRHAVEN CT 5/8" 33.540051 ‐84.243767

008‐01800‐025 112 FAIRHAVEN CT 5/8" 33.540051 ‐84.243782

008‐01900‐014 111 FAIRHAVEN CT 5/8" 33.540028 ‐84.243797

008‐02000‐014 109 FAIRHAVEN CT 5/8" 33.540054 ‐84.24379

008‐02100‐012 107 FAIRHAVEN CT 5/8" 33.539978 ‐84.243912

008‐02200‐027 105 FAIRHAVEN CT 5/8" 33.539955 ‐84.243912

008‐02300‐008 103 FAIRHAVEN CT 5/8" 33.539856 ‐84.243927

008‐02400‐016 101 FAIRHAVEN CT 5/8" 33.539879 ‐84.243912

008‐02500‐014 109B APPLETON BLVD 5/8" 33.539513 ‐84.243889

008‐02600‐018 109A APPLETON BLVD 5/8" 33.539505 ‐84.243919

008‐02700‐012 109D APPLETON BLVD 5/8" 33.539494 ‐84.243896

008‐02800‐018 109C APPLETON BLVD 5/8" 33.539497 ‐84.243896

008‐02900‐011 116A APPLETON BLVD 5/8" 33.539013 ‐84.243156



008‐03000‐011 116B APPLETON BLVD 5/8" 33.539005 ‐84.243141

008‐03100‐013 116C APPLETON BLVD 5/8" 33.539009 ‐84.243141

008‐03200‐010 116D APPLETON BLVD 5/8" 33.539017 ‐84.243156

008‐03300‐013 124 APPLETON BLVD 5/8" 33.539001 ‐84.243118

008‐03400‐013 126 APPLETON BLVD 5/8" 33.538994 ‐84.243126

008‐03500‐005 128 APPLETON BLVD 5/8" 33.538975 ‐84.242462

008‐03600‐016 130 APPLETON BLVD 5/8" 33.538986 ‐84.242462

008‐03700‐013 132 APPLETON BLVD 5/8" 33.538979 ‐84.242439

008‐03800‐006 134 APPLETON BLVD 5/8" 33.538975 ‐84.242432

008‐03900‐020 133A APPLETON BLVD 5/8" 33.539536 ‐84.242386

008‐04000‐026 133B APPLETON BLVD 5/8" 33.539532 ‐84.242386

008‐04100‐020 133C APPLETON BLVD 5/8" 33.53952 ‐84.242378

008‐04200‐021 133D APPLETON BLVD 5/8" 33.539536 ‐84.242386

008‐04300‐011 202 GLENDALE CT 5/8" 33.539875 ‐84.242317

008‐04400‐012 204 GLENDALE CT 5/8" 33.539848 ‐84.242287

008‐04420‐001 206 GLENDALE CT 5/8" 33.539909 ‐84.242294

008‐04440‐001 208 GLENDALE CT 5/8" 33.539871 ‐84.242287

008‐04500‐007 212 GLENDALE CT 5/8" 33.540009 ‐84.242432

008‐04600‐013 210 GLENDALE CT 5/8" 33.54002 ‐84.242416

008‐04700‐018 209 GLENDALE CT 5/8" 33.540035 ‐84.242416

008‐04800‐010 211 GLENDALE CT 5/8" 33.540028 ‐84.242439

008‐04900‐011 205 GLENDALE CT 5/8" 33.539837 ‐84.242607

008‐05000‐011 207 GLENDALE CT 5/8" 33.539875 ‐84.242584

008‐05100‐012 203 GLENDALE CT 5/8" 33.539543 ‐84.242531

008‐05200‐008 201 GLENDALE CT 5/8" 33.539539 ‐84.242493

008‐05300‐022 125A APPLETON BLVD 5/8" 33.53952 ‐84.242485

008‐05400‐016 125B APPLETON BLVD 5/8" 33.539524 ‐84.242439

008‐05500‐019 125C APPLETON BLVD 5/8" 33.539524 ‐84.242485

008‐05600‐010 125D APPLETON BLVD 5/8" 33.539562 ‐84.242569

008‐05700‐017 136 APPLETON BLVD 5/8" 33.539009 ‐84.241814

008‐05800‐019 138 APPLETON BLVD 5/8" 33.539017 ‐84.241791

008‐05900‐019 140 APPLETON BLVD 5/8" 33.53904 ‐84.241776

008‐05910‐013 141 APPLETON BLVD 1" 33.53915 ‐84.241211

008‐05920‐010 143 APPLETON BLVD 5/8" 33.53912 ‐84.241211

008‐05930‐015 145 APPLETON BLVD 5/8" 33.539135 ‐84.241203

008‐05940‐014 147 APPLETON BLVD 5/8" 33.539188 ‐84.241211

008‐06000‐012 142 APPLETON BLVD 5/8" 33.539009 ‐84.241776

008‐06100‐017 144 APPLETON BLVD 5/8" 33.539001 ‐84.241135

008‐06200‐013 146 APPLETON BLVD 5/8" 33.538994 ‐84.241127

008‐06300‐014 148 APPLETON BLVD 5/8" 33.53899 ‐84.241089

008‐06400‐011 150 APPLETON BLVD 5/8" 33.539017 ‐84.241127

008‐06500‐014 302 HAMILTON GLEN 5/8" 33.539852 ‐84.240921

008‐06600‐011 304 HAMILTON GLEN 5/8" 33.539856 ‐84.240913

008‐06700‐014 306 HAMILTON GLEN 5/8" 33.539852 ‐84.240906

008‐06800‐015 308 HAMILTON GLEN 5/8" 33.539841 ‐84.240921

008‐06900‐014 310 HAMILTON GLEN 5/8" 33.540028 ‐84.241074

008‐07000‐015 312 HAMILTON GLEN 5/8" 33.54002 ‐84.241081



008‐07100‐011 311 HAMILTON GLEN 5/8" 33.540024 ‐84.241096

008‐07200‐014 309 HAMILTON GLEN 5/8" 33.540009 ‐84.241081

008‐07700‐010 152 APPLETON BLVD 5/8" 33.538898 ‐84.240471

008‐07710‐008 154 APPLETON BLVD 5/8" 33.538891 ‐84.240471

008‐07800‐014 156 APPLETON BLVD 5/8" 33.538895 ‐84.240448

008‐07900‐015 158 APPLETON BLVD 5/8" 33.53886 ‐84.24044

008‐08000‐999 163 APPLETON BLVD 5/8" 33.539066 ‐84.240257

008‐08010‐001 157 APPLETON BLVD 5/8" 33.539173 ‐84.24041

008‐08020‐001 155 APPLETON BLVD 5/8" 33.539177 ‐84.240425

008‐08100‐018 161 APPLETON BLVD 5/8" 33.539085 ‐84.240288

008‐08200‐007 159 APPLETON BLVD 5/8" 33.539078 ‐84.240273

008‐08300‐019 149A APPLETON BLVD 5/8" 33.539097 ‐84.240974

008‐08400‐025 149B APPLETON BLVD 5/8" 33.539116 ‐84.240982

008‐08500‐018 149C APPLETON BLVD 5/8" 33.539116 ‐84.240974

008‐08600‐999 149D APPLETON BLVD 5/8" 33.539116 ‐84.240982

008‐08700‐006 402‐404 FAIRHAVEN CT 5/8" 33.538338 ‐84.244034

008‐08800‐015 406 FAIRHAVEN CT 5/8" 33.53833 ‐84.244049

008‐08810‐011 408 FAIRHAVEN CT 5/8" 33.538322 ‐84.244026

008‐08900‐003 409 FAIRHAVEN CT 5/8" 33.537716 ‐84.243446

008‐08950‐002 409 FAIRHAVEN CT 5/8" 33.537777 ‐84.243462

008‐09000‐008 508 SHEFIELD CT 5/8" 33.537758 ‐84.243454

008‐09100‐004 514 SHEFIELD CT 5/8"

008‐09300‐004 711 LOMBARDY WAY 5/8" 33.537746 ‐84.242393

008‐09400‐001 524 SHEFIELD CT 5/8" 33.537689 ‐84.241341

008‐09500‐007 530 SHEFIELD CT 5/8" 33.537724 ‐84.241341

008‐09600‐002 536 SHEFIELD CT 5/8" 33.537701 ‐84.240654

008‐09700‐012 538 SHEFIELD CT 5/8" 33.537685 ‐84.240631

008‐09750‐002 567 SHEFIELD CT 5/8" 33.537872 ‐84.240074

008‐09775‐009 561 SHEFIELD CT 5/8" 33.537891 ‐84.240089

008‐09800‐002 555 SHEFIELD CT 5/8" 33.537888 ‐84.240593

008‐09900‐001 549 SHEFIELD CT 5/8" 33.53788 ‐84.240593

008‐09950‐001 549 SHEFIELD CT 5/8" 33.537884 ‐84.240608

008‐10000‐005 543 SHEFIELD CT 5/8" 33.537907 ‐84.241226

008‐10100‐002 537 SHEFIELD CT 5/8" 33.537899 ‐84.241241

008‐10200‐004 531 SHEFIELD CT 5/8" 33.537918 ‐84.241905

008‐10300‐003 525 SHEFIELD CT 5/8" 33.53791 ‐84.241928

008‐10400‐003 519 SHEFIELD CT 5/8" 33.537899 ‐84.242546

008‐10500‐007 513 SHEFIELD CT 5/8" 33.537918 ‐84.242554

008‐10600‐005 507 SHEFIELD CT 5/8" 33.537895 ‐84.243286

008‐10700‐010 403 FAIRHAVEN CT 5/8" 33.537914 ‐84.243294

008‐10710‐007 401 FAIRHAVEN CT 5/8" 33.537907 ‐84.243279

008‐10800‐012 405 FAIRHAVEN CT 5/8" 33.537903 ‐84.243301

008‐10810‐005 407 FAIRHAVEN CT 5/8" 33.537891 ‐84.243279

008‐10900‐001 414 FAIRHAVEN CT 5/8" 33.53775 ‐84.24408

008‐10910‐001 414 FAIRHAVEN CT 5/8" 33.537762 ‐84.244095

008‐10925‐002 420 FAIRHAVEN CT 5/8" 33.537727 ‐84.244095

008‐10950‐003 428 FAIRHAVEN CT 5/8" 33.537289 ‐84.244102



008‐10975‐002 434 FAIRHAVEN CT 5/8" 33.53685 ‐84.244148

008‐11025‐002 440 FAIRHAVEN CT 5/8" 33.536488 ‐84.244225

008‐11101‐999 446 FAIRHAVEN CT 5/8" 33.536476 ‐84.244217

008‐11200‐003 448 FAIRHAVEN CT 5/8" 33.536396 ‐84.243919

008‐11300‐006 602 FAIRHAVEN BLVD 5/8" 33.53643 ‐84.243881

008‐11500‐006 614 FAIRHAVEN BLVD 5/8" 33.536442 ‐84.243179

008‐11600‐002 620 FAIRHAVEN BLVD 5/8" 33.536465 ‐84.24247

008‐11700‐005 626 FAIRHAVEN BLVD 5/8" 33.536446 ‐84.24247

008‐11750‐999 626 FAIRHAVEN BLVD 5/8" 33.536449 ‐84.24247

008‐11800‐002 632 FAIRHAVEN BLVD 5/8" 33.536488 ‐84.241844

008‐11850‐002 632 FAIRHAVEN BLVD 5/8" 33.536457 ‐84.241898

008‐11900‐009 642 FAIRHAVEN BLVD 5/8"

008‐12000‐002 644 FAIRHAVEN BLVD 5/8" 33.536404 ‐84.241188

008‐12100‐005 650 FAIRHAVEN BLVD 5/8" 33.536427 ‐84.241165

008‐12200‐001 656 FAIRHAVEN BLVD 5/8" 33.536407 ‐84.240501

008‐12300‐003 662 FAIRHAVEN BLVD 5/8" 33.536396 ‐84.240501

008‐12350‐011 672 FAIRHAVEN BLVD 5/8" 33.536396 ‐84.240013

008‐12375‐005 678 FAIRHAVEN BLVD 5/8"

008‐12400‐003 684 FAIRHAVEN BLVD 5/8" 33.536949 ‐84.240044

008‐12500‐003 690 FAIRHAVEN BLVD 5/8" 33.536957 ‐84.240067

008‐12600‐003 696 FAIRHAVEN BLVD 5/8" 33.537533 ‐84.240059

008‐12625‐003 702 FAIRHAVEN BLVD 5/8" 33.537579 ‐84.240067

008‐12700‐011 637 FAIRHAVEN BLVD 5/8" 33.536617 ‐84.240646

008‐12800‐005 635 FAIRHAVEN BLVD 5/8" 33.536617 ‐84.240669

008‐12900‐001 629 FAIRHAVEN BLVD 5/8" 33.536633 ‐84.241371

008‐13000‐015 623 FAIRHAVEN BLVD 5/8" 33.536621 ‐84.241371

008‐13100‐001 701 LOMBARDY WAY 5/8" 33.536606 ‐84.242386

008‐13200‐007 619 FAIRHAVEN BLVD 5/8" 33.536629 ‐84.24276

008‐13300‐003 613 FAIRHAVEN BLVD 5/8" 33.53664 ‐84.242767

008‐13400‐003 607 FAIRHAVEN BLVD 5/8" 33.536591 ‐84.243408

008‐13500‐002 411 FAIRHAVEN CT 5/8" 33.536617 ‐84.243423

008‐13550‐999 411 FAIRHAVEN CT 5/8" 33.536602 ‐84.243423

009‐00100‐003 200 NORTH BRIDGE DR 5/8" 33.541126 ‐84.245865

009‐00200‐003 202 NORTH BRIDGE DR 5/8" 33.541119 ‐84.245888

009‐00300‐009 201 NORTH BRIDGE DR 5/8" 33.540951 ‐84.245918

009‐00400‐001 203 NORTH BRIDGE DR 5/8" 33.540951 ‐84.245964

009‐00500‐002 204 NORTH BRIDGE DR 5/8" 33.54113 ‐84.246483

009‐00600‐002 206 NORTH BRIDGE DR 5/8"

009‐00700‐004 205 NORTH BRIDGE DR 5/8" 33.540955 ‐84.246605

009‐00800‐006 207 NORTH BRIDGE DR 5/8" 33.540951 ‐84.24662

009‐00850‐999 207 NORTH BRIDGE DR 5/8" 33.540974 ‐84.24662

009‐00900‐003 208 NORTH BRIDGE DR 5/8" 33.541138 ‐84.247581

009‐01000‐003 210 NORTH BRIDGE DR 5/8" 33.541153 ‐84.247597

009‐01100‐005 212 NORTH BRIDGE DR 5/8" 33.541145 ‐84.248276

009‐01200‐001 214 NORTH BRIDGE DR 5/8" 33.541138 ‐84.24826

009‐01300‐001 216 NORTH BRIDGE DR 5/8" 33.541164 ‐84.248878

009‐01400‐005 218 NORTH BRIDGE DR 5/8" 33.541153 ‐84.248901



009‐01500‐002 220 NORTH BRIDGE DR 5/8" 33.541172 ‐84.249557

009‐01600‐003 222 NORTH BRIDGE DR 5/8" 33.541172 ‐84.249565

009‐01700‐001 224 NORTH BRIDGE DR 5/8" 33.54121 ‐84.250198

009‐01800‐002 226 NORTH BRIDGE DR 5/8" 33.541199 ‐84.250214

009‐01900‐001 228 NORTH BRIDGE DR 5/8" 33.54118 ‐84.250862

009‐02000‐001 230 NORTH BRIDGE DR 5/8" 33.541191 ‐84.250862

009‐02100‐003 234 NORTH BRIDGE DR 5/8" 33.541191 ‐84.251495

009‐02200‐002 236 NORTH BRIDGE DR 5/8" 33.541203 ‐84.251839

009‐02300‐008 238 NORTH BRIDGE DR 5/8" 33.54121 ‐84.251831

009‐02400‐004 240 NORTH BRIDGE DR 5/8" 33.541206 ‐84.252464

009‐02500‐006 244 NORTH BRIDGE DR 5/8" 33.541176 ‐84.253174

009‐02600‐013 246 NORTH BRIDGE DR 5/8" 33.541195 ‐84.253242

009‐02700‐010 248 NORTH BRIDGE DR 5/8" 33.541203 ‐84.25383

009‐02800‐005 250 NORTH BRIDGE DR 5/8" 33.541203 ‐84.253899

009‐02900‐002 251 NORTH BRIDGE DR 5/8" 33.541073 ‐84.253807

009‐03000‐001 249 NORTH BRIDGE DR 5/8" 33.541061 ‐84.253738

009‐03100‐007 247 NORTH BRIDGE DR 5/8" 33.541054 ‐84.253159

009‐03200‐007 245 NORTH BRIDGE DR 5/8" 33.541054 ‐84.253098

009‐03300‐004 243 NORTH BRIDGE DR 5/8" 33.541031 ‐84.252495

009‐03400‐002 241 NORTH BRIDGE DR 5/8" 33.541035 ‐84.252449

009‐03500‐011 239 NORTH BRIDGE DR 5/8" 33.541004 ‐84.251854

009‐03600‐003 237 NORTH BRIDGE DR 5/8" 33.541023 ‐84.251785

009‐03700‐003 235 NORTH BRIDGE DR 5/8" 33.541004 ‐84.251221

009‐03800‐003 233 NORTH BRIDGE DR 5/8" 33.541027 ‐84.251198

009‐03900‐003 231 NORTH BRIDGE DR 5/8" 33.541027 ‐84.250549

009‐04000‐005 229 NORTH BRIDGE DR 5/8" 33.541023 ‐84.250549

009‐04100‐003 227 NORTH BRIDGE DR 5/8" 33.541027 ‐84.249893

009‐04200‐001 225 NORTH BRIDGE DR 5/8" 33.541012 ‐84.249886

009‐04300‐004 223 NORTH BRIDGE DR 5/8" 33.541004 ‐84.249229

009‐04400‐003 221 NORTH BRIDGE DR 5/8" 33.540981 ‐84.249214

009‐04500‐001 219 NORTH BRIDGE DR 5/8" 33.540997 ‐84.248581

009‐04600‐004 217 NORTH BRIDGE DR 5/8" 33.541019 ‐84.248581

009‐04700‐001 215 NORTH BRIDGE DR 5/8" 33.540997 ‐84.24791

009‐04800‐006 213 NORTH BRIDGE DR 5/8" 33.540989 ‐84.24791

009‐04900‐002 211 NORTH BRIDGE DR 5/8" 33.541039 ‐84.247284

009‐05000‐001 209 NORTH BRIDGE DR 5/8" 33.540977 ‐84.247284

009‐05100‐002 300 IRON HORSE WAY 5/8" 33.54195 ‐84.246872

009‐05200‐001 302 IRON HORSE WAY 5/8" 33.541985 ‐84.246857

009‐05250‐999 302 IRON HORSE WAY 5/8" 33.541965 ‐84.246857

009‐05300‐004 304 IRON HORSE WAY 5/8" 33.542488 ‐84.246674

009‐05400‐004 306 IRON HORSE WAY 5/8" 33.542461 ‐84.246689

009‐05500‐004 308 IRON HORSE WAY 5/8" 33.543018 ‐84.246559

009‐05600‐004 310 IRON HORSE WAY 5/8" 33.543018 ‐84.246582

009‐05700‐002 312 IRON HORSE WAY 5/8" 33.543594 ‐84.246445

009‐05800‐002 314 IRON HORSE WAY 5/8" 33.543598 ‐84.246475

009‐05900‐002 316 IRON HORSE WAY 5/8" 33.543697 ‐84.246635

009‐06000‐001 315 IRON HORSE WAY 5/8" 33.543678 ‐84.246643



009‐06100‐004 309 IRON HORSE WAY 5/8" 33.543137 ‐84.246696

009‐06150‐999 309 IRON HORSE WAY 5/8" 33.543152 ‐84.246735

009‐06200‐007 307 IRON HORSE WAY 5/8" 33.543152 ‐84.246712

009‐06300‐004 305 IRON HORSE WAY 5/8" 33.542507 ‐84.246826

009‐06400‐003 303 IRON HORSE WAY 5/8" 33.542503 ‐84.246841

009‐06500‐002 401 CENTRAL LINE 5/8" 33.54213 ‐84.247467

009‐06600‐001 403 CENTRAL LINE 5/8" 33.542114 ‐84.24749

009‐06700‐005 405 CENTRAL LINE 5/8" 33.542126 ‐84.248131

009‐06800‐004 407 CENTRAL LINE 5/8" 33.542118 ‐84.248154

009‐07100‐002 530 ENGINE RUN 5/8" 33.54287 ‐84.24794

009‐07200‐002 540 ENGINE RUN 5/8" 33.542969 ‐84.248177

009‐07300‐004 535 ENGINE RUN 5/8" 33.542992 ‐84.248169

009‐07400‐004 525 ENGINE RUN 5/8" 33.542538 ‐84.248329

009‐07500‐001 515 ENGINE RUN 5/8" 33.542542 ‐84.248337

009‐07550‐999 515 ENGINE RUN 5/8" 33.542545 ‐84.248322

009‐07600‐005 409 CENTRAL LINE 5/8" 33.542137 ‐84.248802

009‐07700‐002 411 CENTRAL LINE 5/8" 33.542152 ‐84.248787

009‐07801‐003 413 CENTRAL LINE 5/8" 33.542149 ‐84.249428

009‐07900‐002 415 CENTRAL LINE 5/8" 33.54213 ‐84.249428

009‐08000‐002 610 SHORTLINE CT 5/8" 33.542698 ‐84.249527

009‐08100‐002 620 SHORTLINE CT 5/8" 33.54269 ‐84.249519

009‐08150‐999 620 SHORTLINE CT 5/8" 33.54269 ‐84.249535

009‐08200‐006 630 SHORTLINE CT 5/8" 33.54298 ‐84.249466

009‐08300‐008 640 SHORTLINE CT 5/8" 33.54298 ‐84.249466

009‐08400‐002 635 SHORTLINE CT 5/8" 33.542877 ‐84.249725

009‐08500‐007 625 SHORTLINE CT 5/8" 33.54287 ‐84.249718

009‐08600‐001 615 SHORTLINE CT 5/8" 33.542576 ‐84.249725

009‐08700‐010 417 CENTRAL LINE 5/8" 33.542137 ‐84.250114

009‐08750‐999 417 CENTRAL LINE 5/8" 33.54216 ‐84.250107

009‐08800‐004 419 CENTRAL LINE 5/8" 33.54216 ‐84.250107

009‐08900‐008 421 CENTRAL LINE 5/8" 33.54216 ‐84.250778

009‐08950‐999 421 CENTRAL LINE 5/8" 33.54216 ‐84.250778

009‐09000‐002 423 CENTRAL LINE 5/8" 33.54216 ‐84.250786

009‐09100‐005 710 PULLMAN LN 5/8" 33.542702 ‐84.250908

009‐09200‐004 720 PULLMAN LN 5/8" 33.542694 ‐84.250908

009‐09250‐999 720 PULLMAN LN 5/8" 33.542694 ‐84.2509

009‐09300‐007 730 PULLMAN LN 5/8" 33.543194 ‐84.250641

009‐09400‐001 740 PULLMAN LN 5/8" 33.543201 ‐84.250648

009‐09500‐008 750 PULLMAN LN 5/8" 33.543468 ‐84.250763

009‐09600‐003 755 PULLMAN LN 5/8" 33.543457 ‐84.250786

009‐09700‐002 745 PULLMAN LN 5/8" 33.543129 ‐84.250946

009‐09750‐999 745 PULLMAN LN 5/8" 33.543137 ‐84.250946

009‐09800‐008 735 PULLMAN LN 5/8" 33.543114 ‐84.250946

009‐09850‐999 735 PULLMAN LN 5/8" 33.543118 ‐84.250961

009‐09900‐002 725 PULLMAN LN 5/8" 33.54261 ‐84.251137

009‐10000‐003 715 PULLMAN LN 5/8" 33.542591 ‐84.251137

009‐10100‐008 425 CENTRAL LINE 5/8" 33.542156 ‐84.251434



009‐10200‐001 427 CENTRAL LINE 5/8" 33.542149 ‐84.251427

009‐10300‐008 429 CENTRAL LINE 5/8" 33.542164 ‐84.252129

009‐10400‐010 431 CENTRAL LINE 5/8" 33.54216 ‐84.252129

009‐10500‐009 601 SEABOARD DR 5/8" 33.542065 ‐84.252693

009‐10600‐018 905 SIDELINE CT 5/8" 33.542068 ‐84.252701

009‐10700‐001 900 SIDELINE CT 5/8" 33.54274 ‐84.252853

009‐10800‐002 910 SIDELINE CT 5/8" 33.542763 ‐84.252853

009‐11100‐005 940 SIDELINE CT 5/8" 33.542572 ‐84.253922

009‐11200‐006 950 SIDELINE CT 5/8" 33.542542 ‐84.253883

009‐11300‐008 945 SIDELINE CT 5/8" 33.542332 ‐84.253807

009‐11400‐001 935 SIDELINE CT 5/8" 33.542336 ‐84.253799

009‐11500‐003 925 SIDELINE CT 5/8" 33.542564 ‐84.253296

009‐11600‐004 915 SIDELINE CT 5/8"

009‐11700‐002 600 SEABOARD DR 5/8" 33.542683 ‐84.252243

009‐11800‐005 602 SEABOARD DR 5/8" 33.542728 ‐84.252258

009‐11900‐003 604 SEABOARD DR 5/8" 33.543285 ‐84.252106

009‐12000‐004 606 SEABOARD DR 5/8" 33.543293 ‐84.252098

009‐12100‐005 1100 NORTHERN RUN 5/8" 33.543892 ‐84.252632

009‐12200‐009 1110 NORTHERN RUN 5/8" 33.54388 ‐84.252655

009‐12300‐009 1120 NORTHERN RUN 5/8" 33.543972 ‐84.25322

009‐12400‐001 1130 NORTHERN RUN 5/8" 33.543968 ‐84.253197

009‐12500‐004 1140 NORTHERN RUN 5/8" 33.543919 ‐84.253807

009‐12600‐004 1150 NORTHERN RUN 5/8" 33.543892 ‐84.253807

009‐12700‐002 1155 NORTHERN RUN 5/8" 33.543659 ‐84.253815

009‐12800‐002 1145 NORTHERN RUN 5/8" 33.543625 ‐84.253746

009‐12900‐003 1135 NORTHERN RUN 5/8" 33.543797 ‐84.253326

009‐13000‐005 1125 NORTHERN RUN 5/8" 33.543835 ‐84.253807

009‐13100‐004 1115 NORTHERN RUN 5/8" 33.543709 ‐84.252632

009‐13200‐006 1105 NORTHERN RUN 5/8" 33.543694 ‐84.252602

009‐13300‐002 608 SEABOARD DR 5/8" 33.543922 ‐84.251892

009‐13350‐999 608 SEABOARD DR 5/8" 33.543919 ‐84.251892

009‐13400‐004 610 SEABOARD DR 5/8" 33.543907 ‐84.251892

009‐13500‐002 612 SEABOARD DR 5/8" 33.544212 ‐84.251724

009‐13550‐001 612 SEABOARD DR 5/8" 33.544197 ‐84.251724

009‐13600‐003 609 SEABOARD DR 5/8" 33.5443 ‐84.251892

009‐13700‐001 611 SEABOARD DR 5/8" 33.544323 ‐84.251877

010‐00200‐003 103 WOODHAVEN DR 5/8" 33.546528 ‐84.250717

010‐00300‐011 105 WOODHAVEN DR 5/8" 33.546375 ‐84.2509

010‐00400‐002 107 WOODHAVEN DR 5/8" 33.546204 ‐84.251076

010‐00500‐008 109 WOODHAVEN DR 5/8" 33.546047 ‐84.251266

010‐00600‐010 111 WOODHAVEN DR 5/8" 33.545879 ‐84.251457

010‐00700‐005 113 WOODHAVEN DR 5/8" 33.545734 ‐84.25164

010‐00800‐006 115 WOODHAVEN DR 5/8" 33.545582 ‐84.251801

010‐00900‐002 117 WOODHAVEN DR 5/8" 33.545425 ‐84.251999

010‐01000‐007 119 WOODHAVEN DR 5/8" 33.545284 ‐84.252136

010‐01100‐012 118 WOODHAVEN DR 5/8" 33.545238 ‐84.252014

010‐01200‐003 116 WOODHAVEN DR 5/8" 33.545364 ‐84.251862



010‐01300‐007 114 WOODHAVEN DR 5/8" 33.545528 ‐84.251686

010‐01400‐003 112 WOODHAVEN DR 5/8" 33.545692 ‐84.25148

010‐01500‐007 110 WOODHAVEN DR 5/8" 33.545826 ‐84.251305

010‐01600‐003 108 WOODHAVEN DR 5/8" 33.545952 ‐84.25119

010‐01700‐999 106 WOODHAVEN DR 5/8" 33.54612 ‐84.250992

010‐01800‐013 104 WOODHAVEN DR 5/8" 33.54628 ‐84.250793

010‐01900‐007 102 WOODHAVEN DR 5/8" 33.54644 ‐84.250633

010‐02000‐013 100 WOODHAVEN DR 5/8" 33.546616 ‐84.250435

010‐02200‐002 103 SHEPHERD DR 5/8" 33.547127 ‐84.251625

010‐02300‐001 105 SHEPHERD DR 5/8" 33.546967 ‐84.251831

010‐02400‐008 107 SHEPHERD DR 5/8" 33.546757 ‐84.252045

010‐02500‐002 109 SHEPHERD DR 5/8" 33.546638 ‐84.252182

010‐02600‐999 111 SHEPHERD DR 5/8" 33.546478 ‐84.25238

010‐02700‐010 113 SHEPHERD DR 5/8" 33.546326 ‐84.252556

010‐02800‐016 115 SHEPHERD DR 5/8" 33.546165 ‐84.252747

010‐02900‐007 117 SHEPHERD DR 5/8" 33.546078 ‐84.252853

010‐03000‐004 124 SHEPHERD DR 5/8" 33.544964 ‐84.253876

010‐03100‐001 122 SHEPHERD DR 5/8" 33.545185 ‐84.253647

010‐03200‐001 116 SHEPHERD DR 5/8" 33.545937 ‐84.252747

010‐03300‐005 114 SHEPHERD DR 5/8" 33.546074 ‐84.252617

010‐03400‐013 112 SHEPHERD DR 5/8" 33.546223 ‐84.252426

010‐03500‐005 110 SHEPHERD DR 5/8" 33.546375 ‐84.252258

010‐03600‐002 108 SHEPHERD DR 5/8" 33.546513 ‐84.252106

010‐03700‐002 106 SHEPHERD DR 5/8" 33.546715 ‐84.251938

010‐03800‐010 104 SHEPHERD DR 5/8" 33.546909 ‐84.25174

010‐03900‐009 102 SHEPHERD DR 5/8" 33.547031 ‐84.251526

010‐04000‐001 263 OLD ATLANTA RD 5/8" 33.545021 ‐84.252243

010‐04100‐005 253 OLD ATLANTA RD 5/8" 33.545292 ‐84.252602

010‐04200‐009 243 OLD ATLANTA RD 5/8" 33.545303 ‐84.25267

010‐04300‐007 233 OLD ATLANTA RD 5/8" 33.545502 ‐84.25296

010‐04800‐004 125 SHEPHERD DR 5/8" 33.545246 ‐84.253716

010‐05000‐001 121 OLD ATLANTA RD 5/8" 33.545341 ‐84.253548

010‐05400‐013 305 OLD ATLANTA RD 5/8" 33.546101 ‐84.253639

010‐05600‐002 321 OLD ATLANTA RD 5/8" 33.546364 ‐84.253891

015‐00500‐001 500 ALLISON ST 5/8" 33.540043 ‐84.25544

015‐07000‐999 98 WILLOW SPRINGS LN 1" 33.546745 ‐84.254745

015‐07010‐003 100 WILLOW SPRINGS LN 5/8" 33.546711 ‐84.254829

015‐07100‐007 102 WILLOW SPRINGS LN 5/8" 33.546757 ‐84.254868

015‐07200‐008 104 WILLOW SPRINGS LN 5/8" 33.546425 ‐84.254967

015‐07500‐004 110 WILLOW SPRINGS LN 5/8" 33.546001 ‐84.255005

015‐07600‐005 112 WILLOW SPRINGS LN 5/8" 33.545605 ‐84.255043

015‐07700‐005 114 WILLOW SPRINGS LN 5/8" 33.545601 ‐84.255058

015‐07800‐001 116 WILLOW SPRINGS LN 5/8" 33.54517 ‐84.255043

015‐07900‐005 118 WILLOW SPRINGS LN 5/8" 33.545139 ‐84.25502

015‐08000‐001 120 WILLOW SPRINGS LN 5/8" 33.544777 ‐84.255043

015‐08100‐009 122 WILLOW SPRINGS LN 5/8" 33.54475 ‐84.255035

015‐08200‐009 124 WILLOW SPRINGS LN 5/8" 33.544342 ‐84.255035



015‐08300‐005 126 WILLOW SPRINGS LN 5/8" 33.544353 ‐84.255089

015‐08400‐004 128 WILLOW SPRINGS LN 5/8" 33.543949 ‐84.255165

015‐08500‐006 130 WILLOW SPRINGS LN 5/8" 33.543934 ‐84.25518

015‐08600‐013 132 WILLOW SPRINGS LN 5/8" 33.543766 ‐84.255234

015‐08700‐003 134 WILLOW SPRINGS LN 5/8" 33.543381 ‐84.255432

015‐08800‐006 136 WILLOW SPRINGS LN 5/8" 33.543365 ‐84.255463

015‐08850‐004 202 SPRING CIR 5/8" 33.542858 ‐84.255592

015‐08900‐006 204 SPRING CIR 5/8" 33.542713 ‐84.255005

015‐09000‐002 206 SPRING CIR 5/8" 33.542717 ‐84.25499

015‐09100‐003 207 SPRING CIR 5/8" 33.542873 ‐84.254807

015‐09200‐002 205 SPRING CIR 5/8" 33.542873 ‐84.254822

015‐09300‐001 203 SPRING CIR 5/8" 33.543118 ‐84.255074

015‐09400‐006 133 WILLOW SPRINGS LN 5/8" 33.54311 ‐84.255081

015‐09500‐006 131 WILLOW SPRINGS LN 5/8" 33.543697 ‐84.255051

015‐09600‐009 129 WILLOW SPRINGS LN 5/8" 33.543713 ‐84.255051

015‐09900‐004 123 WILLOW SPRINGS LN 5/8" 33.544476 ‐84.25486

015‐10000‐001 121 WILLOW SPRINGS LN 5/8" 33.544498 ‐84.254875

015‐10200‐011 117 WILLOW SPRINGS LN 5/8" 33.544918 ‐84.254898

015‐10300‐001 115 WILLOW SPRINGS LN 5/8" 33.545307 ‐84.254898

015‐10400‐003 113 WILLOW SPRINGS LN 5/8" 33.545319 ‐84.25489

015‐10500‐003 111 WILLOW SPRINGS LN 5/8" 33.545723 ‐84.25489

015‐10600‐003 109 WILLOW SPRINGS LN 5/8" 33.545731 ‐84.254883

015‐10700‐001 107 WILLOW SPRINGS LN 5/8" 33.546139 ‐84.254845

015‐10800‐003 105 WILLOW SPRINGS LN 5/8" 33.546146 ‐84.254837

015‐10900‐008 103 WILLOW SPRINGS LN 5/8" 33.546543 ‐84.254799

015‐11000‐003 101 WILLOW SPRINGS LN 5/8" 33.546562 ‐84.254799

015‐12000‐007 138 WILLOW SPRINGS LN 5/8" 33.543015 ‐84.255661

015‐12100‐005 140 WILLOW SPRINGS LN 5/8" 33.543007 ‐84.255669

015‐12200‐005 142 WILLOW SPRINGS LN 5/8" 33.542637 ‐84.255898

015‐12300‐003 144 WILLOW SPRINGS LN 5/8" 33.542629 ‐84.25589

015‐12400‐001 146 WILLOW SPRINGS LN 5/8"

015‐12500‐007 148 WILLOW SPRINGS LN 5/8"

015‐12600‐003 150 WILLOW SPRINGS LN 5/8" 33.541954 ‐84.25647

015‐12700‐011 152 WILLOW SPRINGS LN 5/8" 33.54195 ‐84.2565

015‐12800‐011 154 WILLOW SPRINGS LN 5/8" 33.541672 ‐84.256828

015‐12875‐009 156 WILLOW SPRINGS LN 5/8" 33.541672 ‐84.256828

015‐12900‐010 147 WILLOW SPRINGS LN 5/8" 33.541538 ‐84.256752

015‐13000‐002 302 SPRING CREEK DR 5/8" 33.541248 ‐84.256126

015‐13100‐004 304 SPRING CREEK DR 5/8"

015‐13200‐003 306 SPRING CREEK DR 5/8" 33.540936 ‐84.255859

015‐13300‐007 308 SPRING CREEK DR 5/8" 33.540855 ‐84.255798

015‐13400‐003 310 SPRING CREEK DR 5/8" 33.540642 ‐84.255722

015‐13500‐007 312 SPRING CREEK DR 5/8" 33.540257 ‐84.255638

015‐13600‐004 314 SPRING CREEK DR 5/8" 33.540043 ‐84.255615

015‐13700‐004 316 SPRING CREEK DR 5/8" 33.540016 ‐84.255615

015‐13800‐004 318 SPRING CREEK DR 5/8" 33.539612 ‐84.255714

015‐13900‐002 320 SPRING CREEK DR 5/8" 33.539604 ‐84.255722



015‐14000‐005 322 SPRING CREEK DR 5/8" 33.539215 ‐84.255814

015‐14100‐009 324 SPRING CREEK DR 5/8" 33.539188 ‐84.255829

015‐14200‐002 326 SPRING CREEK DR 5/8" 33.538895 ‐84.255997

015‐14300‐001 328 SPRING CREEK DR 5/8" 33.538898 ‐84.256004

015‐14400‐004 323 SPRING CREEK DR 5/8" 33.538815 ‐84.255699

015‐14500‐004 321 SPRING CREEK DR 5/8" 33.538822 ‐84.255699

015‐14600‐004 319 SPRING CREEK DR 5/8" 33.539165 ‐84.255623

015‐14700‐002 317 SPRING CREEK DR 5/8" 33.539181 ‐84.255653

015‐14800‐009 602 SAMANTHA CIR 5/8" 33.539131 ‐84.25502

015‐14900‐003 604 SAMANTHA CIR 5/8"

015‐15000‐002 606 SAMANTHA CIR 5/8" 33.539211 ‐84.254669

015‐15100‐013 607 SAMANTHA CIR 5/8" 33.539207 ‐84.254692

015‐15175‐004 605 SAMANTHA CIR 5/8" 33.539631 ‐84.255035

015‐15200‐002 603 SAMANTHA CIR 5/8" 33.539646 ‐84.255051

015‐15300‐005 601 SAMANTHA CIR 5/8" 33.540047 ‐84.25544

015‐15500‐002 502 ALLISON ST 5/8" 33.540356 ‐84.254997

015‐15600‐002 504 ALLISON ST 5/8" 33.540344 ‐84.254974

015‐15700‐999 506 ALLISON ST 5/8" 33.540474 ‐84.254829

015‐15800‐003 507 ALLISON ST 5/8" 33.540501 ‐84.254822

015‐15900‐004 505 ALLISON ST 5/8" 33.540665 ‐84.254997

015‐16000‐004 503 ALLISON ST 5/8" 33.54068 ‐84.254997

015‐16100‐007 501 ALLISON ST 5/8" 33.540741 ‐84.255592

015‐16200‐003 400 SAGE CT 5/8" 33.540771 ‐84.2556

015‐16300‐002 402 SAGE CT 5/8" 33.541252 ‐84.255333

015‐16400‐003 404 SAGE CT 5/8" 33.541283 ‐84.255325

015‐16500‐001 406 SAGE CT 5/8" 33.54155 ‐84.255043

015‐16600‐012 408 SAGE CT 5/8" 33.54155 ‐84.255028

015‐16700‐004 410 SAGE CT 5/8" 33.541874 ‐84.254784

015‐16750‐999 410 SAGE CT 5/8" 33.541851 ‐84.254768

015‐16800‐003 412 SAGE CT 5/8" 33.541862 ‐84.254776

015‐16900‐005 411 SAGE CT 5/8" 33.542038 ‐84.255013

015‐17000‐002 409 SAGE CT 5/8" 33.542068 ‐84.255035

015‐17050‐999 409 SAGE CT 5/8" 33.542061 ‐84.255028

015‐17100‐005 407 SAGE CT 5/8" 33.541733 ‐84.255135

015‐17200‐002 405 SAGE CT 5/8" 33.541706 ‐84.255135

015‐17300‐006 403 SAGE CT 5/8" 33.541351 ‐84.255463

015‐17400‐005 307 SPRING CREEK DR 5/8" 33.541367 ‐84.255959

015‐17500‐008 305 SPRING CREEK DR 5/8" 33.541359 ‐84.255974

015‐17600‐002 303 SPRING CREEK DR 5/8" 33.541618 ‐84.256279

015‐17700‐006 301 SPRING CREEK DR 5/8" 33.54163 ‐84.256287

015‐17800‐001 143 WILLOW SPRINGS LN 5/8" 33.542122 ‐84.256042

015‐17900‐013 141 WILLOW SPRINGS LN 5/8" 33.542145 ‐84.25605

015‐18000‐004 139 WILLOW SPRINGS LN 5/8" 33.542477 ‐84.255829

015‐18100‐012 137 WILLOW SPRINGS LN 5/8" 33.5425 ‐84.255806

015‐18200‐004 135 WILLOW SPRINGS LN 5/8" 33.54285 ‐84.255592

015‐30100‐001 158 WILLOW SPRINGS LN 5/8" 33.541405 ‐84.25724

015‐30200‐004 160 WILLOW SPRINGS LN 5/8" 33.541412 ‐84.257256



015‐30300‐002 162 WILLOW SPRINGS LN 5/8" 33.541248 ‐84.257706

015‐30400‐008 164 WILLOW SPRINGS LN 5/8" 33.541248 ‐84.257729

015‐30500‐001 166 WILLOW SPRINGS LN 5/8" 33.541134 ‐84.258179

015‐30600‐003 168 WILLOW SPRINGS LN 5/8" 33.541134 ‐84.258194

015‐30700‐002 170 WILLOW SPRINGS LN 5/8" 33.541019 ‐84.258423

015‐30800‐002 172 WILLOW SPRINGS LN 5/8" 33.54092 ‐84.25872

015‐30900‐001 174 WILLOW SPRINGS LN 5/8" 33.540928 ‐84.258774

015‐31000‐001 176 WILLOW SPRINGS LN 5/8" 33.540615 ‐84.258774

015‐31100‐002 178 WILLOW SPRINGS LN 5/8" 33.540581 ‐84.258759

015‐31200‐002 180 WILLOW SPRINGS LN 5/8" 33.540211 ‐84.258804

015‐31300‐003 182 WILLOW SPRINGS LN 5/8" 33.540188 ‐84.25882

015‐31400‐009 184 WILLOW SPRINGS LN 5/8" 33.53978 ‐84.25872

015‐31500‐003 186 WILLOW SPRINGS LN 5/8" 33.539768 ‐84.258728

015‐31600‐008 188 WILLOW SPRINGS LN 5/8" 33.539387 ‐84.258652

015‐31700‐001 190 WILLOW SPRINGS LN 5/8" 33.539383 ‐84.258675

015‐31750‐001 190 WILLOW SPRINGS LN 5/8" 33.539379 ‐84.258682

015‐31800‐005 192 WILLOW SPRINGS LN 5/8" 33.539001 ‐84.258804

015‐31900‐008 194 WILLOW SPRINGS LN 5/8" 33.53896 ‐84.258766

015‐32000‐004 196 WILLOW SPRINGS LN 5/8" 33.538883 ‐84.258621

015‐32100‐002 179 WILLOW SPRINGS LN 5/8" 33.538879 ‐84.258614

015‐32200‐002 177 WILLOW SPRINGS LN 5/8" 33.538982 ‐84.258453

015‐32300‐004 175 WILLOW SPRINGS LN 5/8" 33.538971 ‐84.258423

015‐32400‐011 173 WILLOW SPRINGS LN 5/8" 33.539238 ‐84.258476

015‐32500‐001 171 WILLOW SPRINGS LN 5/8" 33.539257 ‐84.258492

015‐32600‐007 169 WILLOW SPRINGS LN 5/8" 33.539673 ‐84.258537

015‐32700‐009 167 WILLOW SPRINGS LN 5/8" 33.539661 ‐84.25853

015‐32800‐010 165 WILLOW SPRINGS LN 5/8" 33.540058 ‐84.258606

015‐32850‐999 165 WILLOW SPRINGS LN 5/8" 33.540073 ‐84.258591

015‐32900‐001 163 WILLOW SPRINGS LN 5/8" 33.540066 ‐84.258606

015‐33000‐001 161 WILLOW SPRINGS LN 5/8" 33.540813 ‐84.258415

015‐33050‐001 161 WILLOW SPRINGS LN 5/8" 33.540825 ‐84.258423

015‐33100‐002 159 WILLOW SPRINGS LN 5/8" 33.540829 ‐84.258408

015‐33150‐999 159 WILLOW SPRINGS LN 5/8" 33.540833 ‐84.258415

015‐33200‐011 157 WILLOW SPRINGS LN 5/8" 33.541054 ‐84.257889

015‐33300‐010 155 WILLOW SPRINGS LN 5/8" 33.541046 ‐84.257858

015‐33500‐006 704 SELINE CT 5/8" 33.540554 ‐84.257324

015‐33600‐007 706 SELINE CT 5/8" 33.540535 ‐84.257309

015‐33700‐002 708 SELINE CT 5/8" 33.540527 ‐84.257088

015‐33800‐002 707 SELINE CT 5/8" 33.54052 ‐84.257072

015‐33900‐001 705 SELINE CT 5/8" 33.54073 ‐84.256966

015‐34000‐002 703 SELINE CT 5/8" 33.540737 ‐84.256973

015‐34100‐003 153 WILLOW SPRINGS LN 5/8" 33.54129 ‐84.257149

015‐34200‐002 151 WILLOW SPRINGS LN 5/8" 33.541298 ‐84.257133

015‐34300‐007 149 WILLOW SPRINGS LN 5/8" 33.541538 ‐84.25676

018‐00023‐001 801 TYE STREET 5/8" 33.532188 ‐84.235649
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